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PROVIDE NEW OPENING THROUGH
EXISTING AIR PLENUM TO ACCEPT
NEW 4500 x 450 O/A INSUL. DUCT.
FOR EXACT LOCATION & SIZE
COORDINATE WITH MECHANICAL DWGS.
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