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FIELD DEVICE

FIELD ENCLOSURE

|/0 MODULE, TELEFAST SUBBASE & TERMINALS

H600-ZSD1
MUA H600 DISCHARGE
DAMPER OPEN LIMIT

H600-ZSB1
MUA H600 DISCHARGE
DAMPER CLOSE LIMIT

H650-Z5D1
MUA H650 DISCHARGE
DAMPER OPEN LIMIT

H650-ZSB1
MUA H650 DISCHARGE
DAMPER CLOSE LIMIT

H630-ZSD
EXHAUST FAN H630 DISCHARGE
DAMPER OPEN LIMIT

H630-ZSB
EXHAUST FAN H630 DISCHARGE
DAMPER CLOSE LIMIT

H730-ZSD
EXHAUST FAN H730 DISCHARGE
DAMPER OPEN LIMIT

H730-ZSB
EXHAUST FAN H730 DISCHARGE
DAMPER CLOSE LIMIT

H700-Z5D1
MUA H700 DISCHARGE
DAMPER OPEN LIMIT

H700-Z5B1
MUA H700 DISCHARGE
DAMPER CLOSE LIMIT

H725-Z5D1
MUA H725 DISCHARGE
DAMPER OPEN LIMIT

H725-75B1
MUA H725 DISCHARGE
DAMPER CLOSE LIMIT

H672-ZSD1
EXHAUST FAN H672 SUCTION
DAMPER OPEN LIMIT

H672-75B1
EXHAUST FAN H672 SUCTION
DAMPER CLOSE LIMIT
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1. ASTERISK DENOTES FUSED DISCONNECT TERMINAL.
2. REFER TO DWG 1-0103G—-E0016—002 FOR DETAILS ON
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