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PLC PANEL UPS
ALARM CONTACT

H950-XA1
PLC PANEL 24VDC POWER
SUPPLY NO.1 ALARM CONTACT

H950-XA2
PLC PANEL 24VDC POWER
SUPPLY NO.2 ALARM CONTACT
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1. ASTERISK DENOTES FUSED DISCONNECT TERMINAL.
2. REFER TO DWG 1-0103G—-E0016—002 FOR DETAILS
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