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FIELD DEVICE

FIELD ENCLOSURE

|/0 MODULE, TELEFAST SUBBASE & TERMINALS

S600-ZSD
MAU S600 DISCHARGE
DAMPER OPEN LIMIT

S600-ZSB
MAU S600 DISCHARGE
DAMPER CLOSE LIMIT

S605-ZSD
EXHAUST FAN S605 DISCHARGE
DAMPER OPEN LIMIT

S605-ZSB
EXHAUST FAN S605 DISCHARGE
DAMPER CLOSE LIMIT

$650-ZSD
MAU S650 DISCHARGE
DAMPER OPEN LIMIT

S600-ZSB
MAU S650 DISCHARGE
DAMPER CLOSE LIMIT

$655-ZSD
EXHAUST FAN S665 DISCHARGE
DAMPER OPEN LIMIT

S655-25B
EXHAUST FAN S665 DISCHARGE
DAMPER CLOSE LIMIT

S600-TSL1
PRIMARY CLARIFIER NO.1
LOW TEMPERATURE SWITCH

S650-TSL1
PRIMARY CLARIFIER NO.2
LOW TEMPERATURE SWITCH

S670-MM
EF S670
RUN STATUS

S936-XA
PLC PANEL ETHERNET
SWITCH ALARM CONTACT

S934-XA
PLC PANEL
POWER STATUS

S935-XA
PLC PANEL UPS
ALARM CONTACT

S950-XA1
PLC PANEL 24VDC POWER
SUPPLY NO.1 ALARM CONTACT

$950-XA2
PLC PANEL 24VDC POWER
SUPPLY NO.2 ALARM CONTACT
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1. ASTERISK DENOTES FUSED DISCONNECT TERMINAL.

2. REFER TO DWG. 1-0103S-E0023-002 FOR DETAILS ON
POWER SUPPLY.

FIELD WIRING
PANEL WIRING
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