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127mm (5") dia, 4.6m (15') High Round
Street Light Standard Powder Coated
Same Colour As Luminarie

Base Cover

Bolt Projection-45-50mm
19x600 Anchor Bolts

Cast In Place Concrete Pile
Shall Be Sulfate Resistant
Type 50 Having A 28 Day
Compressive Strength of 30 Mpa

10M Rings @ 300mm O.C. 

4-20M Vert. Cont.

400mm Cylindrical Poly Wrapped

Finished

Grade

400

36
50

50

Min. 38mm Dia. Rigid PVC
Conduit Sleeve C/W. Pull Cord

Greased Sonotube Concrete Form
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EXISTING CONCRETE
LAMP BASE TO BE
REMOVED AND
LEGALLY DISPOSED OF
AND REPLACED  WITH
A CONCRETE BASE AS
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LINDSEY WILSON PARK
 PATHWAY LIGHTING REPAIRS

 


