
FEEDER SCHEDULE

1 3# 3RW90 IN 35mmC 100A

2 4# 3/0 RW90IN 41mmC 200A

3 3# 8MI CABLE 50A

8107

This drawing must not be scaled.

The general Contractor must verify all dimensions, datums and

levels prior to commencement of work. All errors and omissions

must be reported immediately to the Architect.

Variations and modifications to work shown on this drawing

shall not be carried out without written permission from the

Architect.

This drawing is the exclusive property of the Architect and

cannot be reproduced without written permission of the

Architect. Reproduction must bear the name of the Architect.

Copyright © 2012.

revision

drawing number:12-003

date:

approved by:

drawn by:

scale:

project number:

sheet title

ELEVATOR ADDITION AND
ACCESSIBILITY UPGRADES
OF CENTURY ARENA
Winnipeg, Manitoba

project

Bid Opportunity No. 579-2012

1. ISSUED FOR 100% REVIEW 2012-09-20

2. ISSUED FOR TENDER 2012-09-28

3. ISSUED FOR ADDENDUM #1 2012-11-27


	R1_8107_E4.0.dwg
	8107-E4.0


