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Certificate of Authorization

MORRISON HERSHFIELD

No. 1736 Date:__________

BID OPPORTUNITY No. 289-2013

LOCATION OF UNDERGROUND STRUCTURES

AS SHOWN ARE BASED ON THE BEST

INFORMATION AVAILABLE BUT NO

GUARANTEE IS GIVEN THAT ALL EXISTING

UTILITIES ARE SHOWN OR THAT THE GIVEN

LOCATIONS ARE EXACT.  CONFIRMATION OF

EXISTENCE AND EXACT LOCATION OF ALL

SERVICES MUST BE OBTAINED FROM THE

INDIVIDUAL UTILITIES BEFORE PROCEEDING

WITH CONSTRUCTION.

2013 LOCAL STREET PACKAGE

ST. JAMES HORTICULTURAL SOCIETY

COMMUNITY GARDENS - NEW WATER TAP

D-13130

13/04/17

SC

DML

CSF

BWB

1 1

WARNING

IF POWER EQUIPMENT OR EXPLOSIVES ARE TO BE USED

FOR EXCAVATION ON THIS PROJECT THE CONTRACTOR MUST:

1) NOTIFY THE GAS COMPANY OF THE PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 140/92 FOR DETAILS.

NORTH OF SILVER AVENUE

BETWEEN LINWOOD ST AND ALBANY ST

150 WM

300 LDS

250 WWS

150 WM

300 LDS

250 WWS

PLAN

SCALE:  1:500

0 10 20 30m5

WATER TAP

SCALE:  1:20

0 0.5 1.0m

NOTE:

EXISTING METER BOX TO BE ASSESSED IN FIELD

FOR SUITABILITY FOR USE.  REPLACE WITH A

NEW SD-241A METER PIT IF NECESSARY, AS

DETERMINED BY CONTRACT ADMINISTRATOR.
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ST. JAMES

HORTICULTURAL SOCIETY

COMMUNITY GARDENS

VALVE CHAMBER

METER BOX

900 FM
900 FM

900 FM

TIE INTO EX WATER

SUPPLY IN EX METER BOX

200.0m - 19mm Ø HDPE SERIES

100 POTABLE WATER SERVICE

BURIED 0.50m (TYP)

INSTALL WATER TAP

AS PER DETAIL
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2440 LONG-150x150

PRESSURE TREATED

SUPPORT POST

WATER TAP APPROX

900 FROM GROUND

FASTEN WATER SERVICE

TO POST USING STAINLESS

STEEL FASTENERS AND

SCREWS @ 300 O/C FROM

GROUND TO TAP

19Ø COPPER WATER

SERVICE

19Ø HDPE SERIES 100

POTABLE WATER SERVICE
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TRANSITION FROM 19Ø

HDPE TO 19Ø COPPER

WATER SERVICE SO ONLY

COPPER WATER SERVICE

IS VISIBLE ABOVE GROUND

COVER COPPER WATER

SERVICE WITH ABS PIPE

STRAPPED TO POST

AFTER INSTALLATION


