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REMOVAL NOTES

@ REMOVE ALL TUBING AS SHOWN. LEAVE DISCONNECTED COMPONENTS IN
GCP—7 AND LABEL AS SPARE. REMOVE FIELD INSTRUMENTS AND REPAIR
DUCTS AS REQUIRED. ENSURE REMAINING EQUIPMENT AND TUBING IN
PANEL ARE NOT DAMAGED IN THE PROCESS.

REMOVE GAUGE FROM DOOR AND COVER HOLE WITH METAL PLATE WITH
SAME FINISH AS EXISTING CABINET.

REMOVE BYPASS DAMPER FROM EXISTING COOLING COIL.

INCONSISTENCIES:

I-1 G682-TG3 IS LABELLED G682-PG4 AT SITE.
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