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(FUTURE TERMINALS TB11 TO TB19)

NOTES:

1. THIS DRAWING SUPERCEDES PART OF SEP-840.

CENTRE
(FUTURE TERMINALS TB21 TO TB29)
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CONSTRUCTION NOTES:

S

CICHCONC,

REMOVE WIRING AND DEVICES FROM FDP-G.
ENSURE NO OTHER WIRING IS AFFECTED DURING
THE REMOVAL PROCESS.

RENAME AND MODIFY WIRING TO GS00-RX1 AND
G300-RX2. ADD RELAY G501-R1.

ADD TB32 FOR BOILER ROOM SUMP LEVEL
TRANSMITTER.

ADD TERMINALS TO TB31

ADD TB11 FOR VENTILATION INTERLOCKS.

RIGHT SIDE
(FUTURE TERMINALS TB31 TO TB59)
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SNC-LAVALIN INC.
148 Nature Park Way
Winnipeg, MB, Canada R3P OX7

SNC+LAVALIN  204-786-8080
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