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FAN SCHEDULE

AIRFLOW |ESP MOTOR

TAG SERVICE L/s)  |(PA) (kW) VOLTS |MAKE MODEL NOTES

G601-SF WETWELL SUPPLY AR 1201 500 1.5 600 |GREENHECK [BSQ160HD MOTOR TO BE INVERTER DUTY RATED. FLOOR MOUNTED ON SPRING ISOLATORS.

G602-SF WETWELL SUPPLY AR 3013 500 3.7 600 |GREENHECK |BSQ360HD MOTOR TO BE INVERTER DUTY RATED. FLOOR MOUNTED ON SPRING ISOLATORS.

G686—EF WETWELL EXHAUST 2115 500 3.7 600 |MK PLASTICS | AXTC 1825 FRP CONSTRUCTION, VERTICAL BASE MOUNT, TOP PRE-DRILLED MEETING FLANGE, 3 COMPANION FLANGES
AND 2 SLEEVES, 2 FPVC FLEXIBLE CONNECTORS WITH STAINLESS STEEL STRAPS, SPARK B, MOTOR
INVERTER DUTY RATED.

G68/-EF WETWELL EXHAUST 4230 500 7.5 600 |MK PLASTICS | AXTC 2700 FRP CONSTRUCTION, VERTICAL BASE MOUNT, TOP PRE-DRILLED MEETING FLANGE,3 COMPANION FLANGES
AND 2 SLEEVES, 2 FPVC FLEXIBLE CONNECTORS WITH STAINLESS STEEL STRAPS, SPARK B, MOTOR
INVERTER DUTY RATED.

G692-EF GRIT BUILDING ELECTRICAL ROOM EXHAUST 630 620 1.1 600 |GREENHECK |BSQ-130HP-15 MOTOR TO BE INVERTER DUTY RATED. FLOOR MOUNTED ON SPRING ISOLATORS.

FLOW |PRESSURE |POWER

TAG SERVICE /s |M (KW) VOLTS |PHASE |RPM MAKE MODEL

G603-GP |HEAT RECOVERY COIL 1.4 9.15 0.75 | 375 3 1800 |BELL & GOSSETT |80 SERIES 1.5X1.5X78B

G605-GP |HEATING COIL 1.3 9.15 0.75 | 575 3 1800 |BELL & GOSSETT |80 SERIES 1.5X1.5X7B

TAG SERVICE VOLUME (L) CONN. (NPT) |MAKE & MODEL

G603—ET |HEAT RECOVERY SYTEM |41 13MM BELL AND GOSSETT D-20V

G605—ET |HEATING SYSTEM 41 15MM BELL AND GOSSETT D-20V

HEAT EXCHANGER SCHEDULE

CAPACITY HOT SIDE COLD SIDE
No. TYPE (k%) [rup EWT (‘C) [LWT (C) |FLOW (L/S) [P.D. (KPA) |FLUID EGT (C) |LGT (C) |FLOW (L/S) |PD. (kea) |MAKE MODEL G603-HC & G605—HC ISOMETERIC G605—HE ISOMETERIC
G603—HE |SHELL & TUBE 59 |FLUSHING WATER | 10 2.6 1.9 103 |50% PG 29.0 2.2 1.4 131 |BELL AND GOSSET | CHX-860-4S SCALE: NTS SCALE: NTS
G605-HE |PLATE 69 | WATER 712 54.4 13 221 |50% PG 439 65.6 13 269  |BELL AND GOSSET  |P20
O
HEATING COIL SCHEDULE S
arrLow  |vent | VENT eapacry | AR FLOW |FLUD AP 5\
TAG SERVICE L/s) L/5) I(.EQI)) (W) |EAT(C) |LAT (C) | pprppy |FLUD |EFT (C) [LFT () |( /) |y MAKE & MODEL
6603—HC | HEAT RECOVERY 1220 | 1220 | 50 50 40 —65| 361 [50% PG| 22 | -73 | 14 5.2 |MCQUAY HEATING COIL
6605—-HC | HEATING COIL 1220 | 1220 | 71 71 —40 | 72 | 57 [50% PG| 656 | 51.3 | 1.3 | 0.88 |MCQUAY HEATING COIL
6682—HC | HEATING COIL 2260 | 900 | 66 72 67 | 19 25 | WATER | 711 | 544 | 10 1.1 |MCQUAY HEATING COIL
GRILLE SCHEDULE
SIZE AR FLOW HE o I/k X
TAG SERVICE () (L) | TYPE QAT“\IQ Q 5 : f/ (b0) Q
G116-GR—01 | GRIT ELECTRICAL ROOM | 1016X250 | 630 RA—1 0“\ N‘I\ WS
G116-GR—-02 | GRIT ELECTRICAL ROOM | 813X660 | 950 EXISTING J
G115-GR—01 | GRIT ELECTRICAL ROOM | 813X508 | 680 RA—1 @\ @ 1‘ }/Q \
WW—-GR—=01 | WETWELL 254x254 | 230 SA-1 ‘ @ a ‘ . Q\
L
MULTI-BLADED DAMPER SCHEDULE )i \
(] \J
TAG SERVICE SIZE DESCRIPTION BLADES NOTES ‘
6601-XV—01 |WET WELL SUPPLY | 508X508 | GREENHECK HCD—-230 |PARALLEL C/W SIEMENS GMA ACTUATOR /j
6G601-XV-02 |WET WELL SUPPLY | 508X508 | GREENHECK HCD—-230 |PARALLEL C/W SIEMENS GMA ACTUATOR
6602-XV—01 |WET WELL SUPPLY | 762X762 | GREENHECK HCD—-230 |PARALLEL C/W SIEMENS GCA ACTUATOR SSLEZNT_SHC ISOMETERIC SC?Lg‘i:SHE ISOMETERIC
6602-XV—02 |WET WELL SUPPLY | 762X762 | GREENHECK HCD—-230 |PARALLEL C/W SIEMENS GCA ACTUATOR
6602-XV-03 |WET WELL SUPPLY | 762X762 | GREENHECK HCD—-230 |PARALLEL C/W SIEMENS GCA ACTUATOR
6686-XV-01 | WET WELL EXHAUST |  457¢ GREENHECK HCDR-150 |ROUND C/W SIEMENS GMA ACTUATOR
6687-XV-01 | WET WELL EXHAUST | 813x813 | GREENHECK HCD—-230 |PARALLEL C/W PNEUMATIC ACTUATOR
6962-XV—01 | GRIT BLDG ELECT. | 457X305 | GREENHECK HCD—230 |PARALLEL C/W PNEUMATIC ACTUATOR
RM EXHAUST FAN —
6682—FV—01 SEHOB%GD EELAElF(Q:T. EXISTING ig'Fr)LFJ)/L_TYOFIQ\IEW SIEMENS GCA ’)) SNC-LAVALIN INC, @ THE CITY OF WINNIPEG
6682-FV-02 |GRIT BLDG ELECT. | EXISTING SUPPLY NEW SIEMENS GCA SNC-LAVALIN zor7e6-s0m0 ORIGINAL DRANING Winnipeg =~ WATER AND WASTE DEPARTMENT
RM RETURN AIR ACTUATOR ___ — Sl DRA
6682-PV—01 | GRIT BLDG ELECT. | EXISTING SUPPLY NEW SIEMENS GCA S NORSWORTHY S NORSHORTHY S S NORSWORTHY SOUTH END WATER POLLUTION CONTROL CENTRE
RM RELIEF ACTUATOR TR RO BT SNC—LAVALIN VENTILATION & MISC. UPGRADES
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