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PANEL SCHEDULE
PANEL # A PANEL TYPE  24CCT PANELBOARD 4 ——WEATHERPROOF
SERVICE HEAD.
MOUNTING SURFACE MOUNTED VOLTAGE 120/240V EXTEND SERVICE
TOTAL LOAD  8.5kW ESTIMATED DEMAND PHASE: 19 CONDUCTORS TO 15°
ABOVE GRADE.PROVIDE
FED FROM MAIN BREAKER
OVERHEAD SERVICE : 2P100 36" INCH LOOP FOR
FEEDER —
3#2/0 RW90(CU)—2"C + #3(CU) GND Kmmgm_wpoﬂémo D|Au%%v\ﬁ ﬁé\cm..@m (Ccu)—
NOTES COORDINATE WITH
MANITOBA HYDRO FOR
WATTS DESCRIPTION No o\m o\m No DESCRIPTION WATTS CONNECTION.
4.0kW| FCP—1 1 [2P] |20 | 2 | HOT WATER TANK 1.5kW mmo
4.0kW 3 50| |20 | 4 | SPARE WP METER
100w | LIGHTS EXTERIOR 5 |15 |15 | 6 | OWNER SUPPLIED SECURITY | 800w SOCKET @
300w | INTERIOR LIGHTS/EX. FANS| 7 |15 | |20 | 8 | HAND DRYER 1.5kW wz_.
1kW | HEAT TRACE(INCOMING H20) @ |15 || 15 [10 | AUTO SENCOR(TAPS) 100w
11 |15 | |15 |12 | CONV. RECEPTACLE 300w
13 14
15 16
17 18
19 20
21 22 AU/
23 12 3#2/0 RWU 90 (CU)—
(CU)-1 1/2” C
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