
JB-09/10 LAYOUT (TYPICAL FOR JB-07/13)
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JB-04 LAYOUT (TYPICAL FOR JB-05, JB-06, JB-08)
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1 TUBULAR ENCLOSURE HEATER 120V, 100W TEMPCO EHT00030

2 CAT 6 DATA LINE SURGE PROTECTOR DITEK POE DTK-MRJOP

3 POE MEDIA CONVERTER CAT 6 / 1 FIBRE SC,

MULTIMODE

COMNET CNFE1004APOEM

4 FIBRE OPTIL TERMINATION BOX WALL

MOUNT

FIBERTRONICS INC FOTB-6-12

5 UPS POWER SUPPLY, 48 VDC FLEXNET MPS 48-7

6 NEMA 4 ENCLOSURE HAMMOND MANUFACTURING EJ12126
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JB-01 / 03 LAYOUT

Date:No. 1789

13-8224

METRIC

WHOLE NUMBERS INDICATE MILLIMETRES

DECIMALIZED NUMBERS INDICATE METRES

4R WINNIPEG DEPOT
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