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LOCATION TYPE NEW RIMRIM 

MH W 4 SD-10
ADJUST MH +0.388

235.131 235.519

MH L 3 SD-10
ADJUST MH -0.023

235.438 235.415
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WARNING

IF POWER EQUIPMENT OR EXPLOSIVES ARE TO BE USED FOR

EXCAVATION ON THIS PROJECT THE CONTRACTOR MUST:

1. NOTIFY THE GAS COMPANY OF THE PROPOSED LOCATION

OF EXCAVATION.

2. TAKE PRECAUTION TO AVOID DAMAGE TO GAS COMPANY

INSTALLATIONS. SEE PROVINCIAL REGULATION 140/92 FOR

DETAILS.
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400 FM

300 LDS

250 WWS

300 CS

200 FCM 200 FCM

300 CS

250 WWS

300 LDS

400 FM

150 WM

32.123
31.175

LOCATION APPROVED

CONSTRUCTION NOTES:

1. PLANE EXISTING ASPHALT AND CONSTRUCT NEW ASPHALTIC CONCRETE

OVERLAY (AVERAGE THICKNESS 80mm).

2. CONSTRUCT NEW FULL DEPTH ASPHALTIC CONCRETE PAVEMENT.

3. REMOVE EXISTING SIDEWALK AND CONSTRUCT NEW 100mm CONCRETE

SIDEWALK.

4. RENEW EXISTING BARRIER CURB (AVG 150mm REVEAL HEIGHT).

5. CONSTRUCT 10.0m x 3.0m NEW EXPOSED 230mm REINFORCED CONCRETE

PAVEMENT.

6. RENEW EXISTING 100mm CONCRETE SIDEWALK.

7. INSTALL 150mm SUBDRAINS 6.0m ON EACH SIDE OF CATCHBASIN.

8. INSTALL NEW CURB AND GUTTER INLET C/W CATCHBASIN (SD-024) AND

CONNECT NEW 250mm LEAD TO EXISTING LAND DRAINAGE SEWER.

9. INSTALL NEW DETECTABLE WARNING SURFACE TILES.

10. INSTALL NEW CURB AND GUTTER INLET C/W CATCHPIT (SD-023) AND

CONNECT NEW 250mm LEAD TO EXISTING CATCHBASIN.

11. REPLACE COVER WITH SOLID COVER.

12. ADJUST MANHOLE TO GRADE.

13. RENEW EXISTING MODIFIED BARRIER CURB (AVG 100mm REVEAL HEIGHT).

14. INSTALL NEW CURB RAMP.

15. REMOVE EXISTING CATCHBASIN.

16. CONSTRUCT NEW MODIFIED BARRIER CURB AND GUTTER (180mm REVEAL

HEIGHT).

17. CONSTRUCT NEW BARRIER CURB AND GUTTER (180mm REVEAL HEIGHT).

18. REMOVE EXISTING CATCHPIT.

19. ADJUST EXISTING WATERMAIN VALVE BOX TO GRADE.

20. REMOVE EXISTING CHAIN LINK FENCE.

21. INSTALL 1.22m HIGH CHAIN LINK FENCE.

22. REMOVE AND REPLACE EXISTING MANHOLE RISERS.

23. REMOVE EXISTING ENTRANCE MARKERS. SALVAGE SIGNAGE.

24. REMOVE TREE.

25. STREET LIGHTING TO BE RELOCATED BY OTHERS.

26. INSTALL NEW BOULEVARD CATCHBASIN (SD-025) AND CONNECT  LEAD TO

EXISTING MANHOLE.

27. RELOCATE MTS PEDESTAL (BY OTHERS)

28. REMOVE EXISTING PAVEMENT AND CONSTRUCT NEW 230mm REINFORCED

CONCRETE PAVEMENT.

29. REMOVE TREE.

30. INSTALL NEW MANHOLE.

31. REMOVE AND REPLACE 8.0m OF WOOD FENCE.

32. REMOVE EXISTING FENCE, GRADE AND SOD YARD, CONSTRUCT NEW

FENCE AND GATES, RECONSTRUCT PRIVATE SIDEWALK.

33. CONSTRUCT EXPOSED AGGREGATE CONCRETE.

34.   INSTALL 100mm THICK CATCHBASIN SIDEWALL INSULATION.

GENERAL NOTES:

1. PAVEMENT DIMENSIONS ARE TO BACK OF CURB.

2. CHAINAGE IS ALONG CENTRELINE OF NESS AVENUE PAVEMENT.
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