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CORNER BARS SAME SIZE AND SPACING
AS HORIZONTAL WALL STEEL

CLASS 'B'
TENSION
SPLICE

NOTE:
CORNER SPLICE BARS ARE ALSO REQUIRED IN
WALL WITH SINGLE LAYER OF REINFORCING

CORNER BARS SAME SIZE AND SPACING
AS HORIZONTAL WALL STEEL
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CORNER BARS TO MATCH TOP AND
BOTTOM BEAM REINFORCING
UNLESS OTHERWISE NOTED

HORIZONTAL REINFORCING

LAP SPLICE, TYP.

CLASS 'B' TENSION

X

X

X = 35 x BAR ø FOR 20M OR SMALLER
X = 45 x BAR ø FOR 25M OR GREATER

TO SUIT
EQUIPMENT
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SANDBLAST SURFACE
CLEAN TO REMOVE ALL LAITANCE

STRUCTURAL SLAB

127

953

15M @ 300 o/c E.W.

20mm CHAMFER, TYP.

10M DOWELS @ 300 o/c
DRILL & GROUT MIN. 102 EMBED

CORNER BARS SAME SIZE
AND SPACING AS HORIZONTAL
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WALL STEEL

50

-BLOCK OUT CONCRETE TO FORM POCKET
AT EVERY CONCRETE BEAM LOCATION

-SANDBLAST AND CLEAN SURFACE

SIZE POCKET TO SUIT
BEAM DIMENSIONS AS PER
PLANS AND SCHEDULES

*

* *

*

2-15M x 1200 LG.
EA. CORNER E.F.

BEAM OR
WALL

PLAN SHOWING EXTRA REINF.
AROUND OPENING 150 TO 280

WHEN OPENING IS MORE
THAN 300 FROM BEAM OR WALL

2-15M x1200 LG.
EA. CORNER
AS SHOWN, E.F.

PLAN SHOWING EXTRA REINF.
AROUND OPENING LARGER THAN 280

WHEN OPENING IS MORE
THAN 300 FROM BEAM OR WALL

*

*

*

*

MIN. 2-15M
EACH FACE

1-15M x1200 LG.
EA. CORNER, E.F.

AS SHOWN

1-15M x1200 LG.
EA. CORNER, AS
SHOWN, E.F.

MIN. 2-15M EA. CORNER
E.F. AS SHOWN

BEAM OR
WALL

- WHEN THIS DIM. IS 300 OR LESS

1. DEFLECT MINIMUM BARS EACH SIDE OF OPENING AS SHOWN.
2. WHERE OPENING IS LARGE ENOUGH THAT MORE THAN 4 CUT BARS WOULD BE DEFLECTED,

PLACE MINIMUM 4-15M BARS ALONG THAT OPENING LENGTH SIDE.
3. NUMBER OF REINFORCING BARS TO BE CUT AT OPENING TO BE KEPT AT A MINIMUM.
4. REINFORCING BARS TO BE KEPT MINIMUM 50 CLEAR OF OPENING.
5. CIRCULAR OPENINGS TO BE TREATED IN SAME MANNER AS RECTANGULAR UNLESS

OTHERWISE DETAILED.

*

1000 TYP.
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CONT. FRP 38x50
EZ ANGLE EMBED

MITERED & WELDED
AT CORNERS

38mm ALUMINUM GRATING,
REFER TO PLAN & SECTION50

BAND PERIMETER OF GRATING
& ALL OPENINGS

6
REPLACE CUT REINF. WITH
EQUAL AMOUNT OF EXTRA
BARS 1/2 EACH SIDE OF
OPENING. EXTEND MIN.
1200 PAST EDGE OF
OPENINGS TYP. EACH SIDE
OF CONC.

TYP. REINFORCING CUT
AS REQUIRED
(50 CLEAR OF OPENING)

1-20M x 3000 LG.
DIAG. E.F. 4

SIDES OF
OPENING
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THAT THE GIVEN LOCATIONS ARE EXACT.
THAT ALL EXISTING UTILITIES ARE SHOWN OR

BEFORE PROCEEDING WITH CONSTRUCTION.
OBTAINED FROM THE INDIVIDUAL UTILITIES
LOCATION OF ALL SERVICES MUST BE
CONFIRMATION OF EXISTENCE AND EXACT

AVAILABLE. BUT NO GUARANTEE IS GIVEN
SHOWN ARE BASED ON THE BEST INFORMATION
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UNDERGROUND STRUCTURES
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BS-003 SCALE:  1 : 20

1
WALL CORNER
REINFORCING DETAIL

BS-003 SCALE: NTS

4
DETAIL - BEAM CORNER
REINFORCING DETAIL

BS-003 SCALE: NTS

3
STD DETAIL
HOUSEKEEPING PAD

BS-003 SCALE:  1 : 20

2

STD DETAIL
WALL INTERSECTION
REINFORCING

BS-003 SCALE:  1 : 10

5
STD DETAIL
TYPICAL BEAM POCKET

BS-003 SCALE:  1 : 20

6

STD DETAIL
ADDITIONAL REINFORCING
AROUND OPENINGS WALLS
AND SLABS

BS-003 SCALE:  1 : 10

7
STD DETAIL - ALUMINUM
GRATING
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BS-003 SCALE:  1 : 50

24

STD DETAIL ADDITIONAL
REINFORCING FOR ROUND
PENETRATIONS GREATER
THAN Ø600mm WALL AND
SLABS
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