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EASEMENT

PC: 1+623.08

PT: 1+809.51

PC STA: 1+623.025

OFF: 8.000 R

STA: 1+642.343

OFF: 7.000 L

PC STA: 1+754.591

OFF: 8.397 R

EC STA: 1+727.974

OFF: 8.000 R

STA: 1+809.142

OFF: 9.200 R
STA: 1+895.435

OFF: 9.200 R

E.C. STA: 1+782.729

OFF: 7.807 L

PCC STA: 1+728.028

OFF: 7.000 L

STA: 1+812.680

OFF: 1.200 L
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OFF: 0.200 R
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LDS (INSTALLED IN CONTRACT 1)

TEMPORARY ASPHALT CURB

SEE SHEET C2-CT-006

FOR CROSSING DETAILS
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INSTALL CATCH BASIN

SEE LDS PLAN-PROFILE DWGS.

FOR CATCH BASIN DETAILS

SEE RAIL DWGS

FOR  DITCH DETAILS

OUTLINE OF

PUMPING STATION
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STA: 1+727.974

OFF: 0.000

STA: 1+754.882

OFF: 0.401 R

STA: 1+782.991

OFF: 0.810 L

R=600

R=607

STA: 1+895.481

OFF: 1.200 R

STA: 1+895.516

OFF: 0.200 L
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STA = 1+589.15

ELEV =  232.698

STA = 1+860.76

ELEV =  234.260

STA = 1+868.46

ELEV =  234.230

STA = 1+900.05

ELEV =  233.817

STA = 1+845.82

ELEV =  234.420

STA = 1+810.05

ELEV =  233.852

STA = 1+839.46

ELEV =  234.420

STA = 1+650.05

ELEV =  231.963

STA = 1+640.05

ELEV =  232.171

STA = 1+610.05

ELEV =  232.589

STA = 1+620.05

ELEV =  232.486

STA = 1+600.05

ELEV =  232.658

STA = 1+660.05

ELEV =  231.700

STA = 1+630.05

ELEV =  232.352

STA = 1+685.05

ELEV =  231.252

HIGH PT STA: 1+779.07

HIGH PT ELEV: 233.698

PVI STA: 1+749.07

PVI ELEV: 233.549

K: 15.00

LVC: 59.99
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LOW PT STA: 1+683.45

LOW PT ELEV: 231.260

PVI STA: 1+674.54
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LOW PT ELEV: 231.279
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STA = 1+660.05

ELEV =  232.000

STA = 1+860.76

ELEV =  234.260

STA = 1+868.46

ELEV =  234.230

STA = 1+900.05

ELEV =  233.809

STA = 1+845.82

ELEV =  234.420

STA = 1+810.05

ELEV =  233.832

STA = 1+839.46

ELEV =  234.420

STA = 1+685.05

ELEV =  231.552

HIGH PT STA: 1+774.03

HIGH PT ELEV: 233.652

PVI STA: 1+749.09

PVI ELEV: 233.527
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LOW PT STA: 1+683.45

LOW PT ELEV: 231.560

PVI STA: 1+674.54

PVI ELEV: 231.60
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LOW PT STA: 1+690.44

LOW PT ELEV: 231.606

PVI STA: 1+701.71

PVI ELEV: 231.72

K: 8.00
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STA = 1+589.15

ELEV =  232.838

STA = 1+860.76

ELEV =  234.260

STA = 1+868.46

ELEV =  234.230

STA = 1+845.82

ELEV =  234.420

STA = 1+810.05

ELEV =  234.016

STA = 1+839.46

ELEV =  234.420

STA = 1+900.05

ELEV =  233.909

STA = 1+660.05

ELEV =  231.840

STA = 1+650.05

ELEV =  232.103

STA = 1+640.05

ELEV =  232.311

STA = 1+600.05

ELEV =  232.798

STA = 1+630.05

ELEV =  232.492

STA = 1+610.05

ELEV =  232.729

STA = 1+620.05

ELEV =  232.626

STA = 1+685.05

ELEV =  231.392

HIGH PT STA: 1+779.33

HIGH PT ELEV: 233.861

PVI STA: 1+749.09

PVI ELEV: 233.708

K: 15.00
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LOW PT STA: 1+683.45

LOW PT ELEV: 231.400

PVI STA: 1+674.54
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LOW PT STA: 1+687.56

LOW PT ELEV: 231.417

PVI STA: 1+701.71
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STA = 1+685.05

ELEV =  231.000

STA = 1+691.05

ELEV =  230.800

STA = 1+700.05

ELEV =  230.960

STA = 1+710.07

ELEV =  231.240

STA = 1+725.05

ELEV =  231.800

STA = 1+750.05

ELEV =  232.540

STA = 1+775.05

ELEV =  232.855

STA = 1+839.46

ELEV =  234.100

STA = 1+798.01

ELEV =  232.970

STA = 1+800.05

ELEV =  233.482

STA = 1+820.05

ELEV =  233.582

STA = 1+830.05

ELEV =  232.800
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STA = 1+845.82

ELEV =  234.420

STA = 1+860.76

ELEV =  234.600

STA = 1+868.46

ELEV =  234.600

STA = 1+878.46

ELEV =  234.450

STA = 1+900.05

ELEV =  233.909
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STA = 1+868.46

ELEV =  233.930

STA = 1+878.46

ELEV =  233.601
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SB DETOUR B.O.C.

NB DETOUR DITCH

NB DETOUR SHOULDER

DETOUR CONTROL LINE

TRACK CROSSING PROFILE

(PHASE I - STAGE 1 TO PHASE II - STAGE 2)

TRACK CROSSING PROFILE

(PHASE II - STAGE 3 TO PHASE III - STAGE 1)
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STA = 1+878.46

ELEV =  234.401

STA = 1+900.05

ELEV =  233.817

EXISTING GROUND AT

DETOUR CONTROL LINE
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               WARNING

IF POWER EQUIPMENT OR EXPLOSIVES ARE TO BE

USED FOR EXCAVATION ON THIS PROJECT THE

CONTRACTOR MUST:

1. NOTIFY THE GAS COMPANY OF THE PROPOSED

LOCATION OF EXCAVATION.

2. TAKE PRECAUTION TO AVOID DAMAGE TO GAS

COMPANY INSTALLATIONS SEE PROVINCIAL

REGULATION 210/72 FOR DETAILS.

3. OBTAIN EXCAVATION PERMITS PRIOR TO

CONSTRUCTION.

METRIC

WHOLE NUMBERS INDICATE MILLIMETRES

DECIMALIZED NUMBERS INDICATE METRES

U-239-2016-C2-CT-
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WIEBE
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WAVERLEY STREET UNDERPASS AT CN MILE 3.89 RIVERS SUB

CONTRACT 2: UNDERPASS STRUCTURES, RAILWORKS,

ROADWORKS, LAND DRAINAGE SEWER, PUMPING STATION

AND LANDSCAPING WORKS
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GENERAL DETOUR CONSTRUCTION NOTES:

1. SEE CONSTRUCTION STAGING SHEETS FOR

DETOUR SECTIONS (GE-025 TO GE-052)

DETOUR PLAN-PROFILE - STA. 1+585 TO 1+905
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002
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