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30
.0
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STEEL GUSET

HSS GIRDER FRAME,
SEE PLAN & SCHEDULE

STEEL FRAME COLUMN,
SEE PLAN & SCHEDULE

STEEL BEAM,
SEE PLAN & SCHEDULE

PL. 19x200x440
C/W 4-19 DIA. GALV. BOLTS

PL. 19 WELDED TO
INSIDE FACE C/W

4-THREADED HOLES

EXTERIOR GRADE 13mm
PLYWOOD SHEATHING

__ Ga. x 89 DP. STEEL
Z-GIRTS @ 600 O/C

EXTERIOR GRADE 13mm
PLYWOOD SHEATHING

___ Ga. x 114 DP. ACOUSTIC
STEEL DECK, SEE PLAN

B1
+/- 992

EXTERIOR GRADE 13mm
PLYWOOD SHEATHING

HSS GIRDER FRAME,
SEE PLAN & SCHEDULE

__ Ga. x 89 DP. STEEL
Z-GIRTS @ 600 O/C

EXTERIOR GRADE 13mm
PLYWOOD SHEATHING

CONT. STEEL BENT
PL. 9.5x150x150
C/W 4-19 DIA. GALV. BOLTS

WELD PL. 19 TO INSIDE FACE HSS FRAME
C/W 4-THREADED HOLES

50

PL. 19x156x700
TOP & BOTT. INSIDE FACE
C/W 8-19 DIA. THREADED HOLES

PL. 19x305x700
EA. SIDE INSIDE FACE

C/W 8-19 DIA. THREADED HOLES

30
5

HSS GIRDER FRAME
SPLICE LOC'N

___ Ga. x 114 DP. ACOUSTIC
STEEL DECK, SEE PLAN

200
200

200

50
T/O MAIN FLOOR
100000

A1

C-4 COLUMN FRAME,
SEE PLAN & SCHEDULE

100x400 DP. CONC. UPSTAND BEYOND,
MAINTAIN REINFORCING AROUND COL.
WHERE POSSIBLE, SIM W/ CONC. BENCH
SEE ARCH. FOR FINISHING REQ'MENTS

38 KEYWAY
3 SIDES PILASTER

CONC. PILASTER,
SEE PLAN & SCHEDULE

25 NON-SHRINK
GROUT

500 50

PROVIDE CAULK OR APPROVED ALT.
AROUND ALL COL. EMBEDDED IN CONC. T.B.D.

CONC. SLAB, SEE PLAN &
SCHEDULE. MAINTAIN SLAB
THICKNESS BELOW ALL TRENCH
DRAINS AS SHOWN TO SUITE

CONT. CURTAIN WALL SUPPORT
SLOPPED PL.16 x 150  WELD TO

VERT CONT. PL.16x300

WELD CONT. VERT. PL.16x300 TO
EMBED PLATES @ 1200 O/C

TYP. EMBED PL.16x300x300
C/W 4-16Ø x 150 LG. N.STUDS

CONT. L102x102x13
W/ 2-L102x102x6.4  x 400 LG.  VERT.

BACK TO BACK

T/O MAIN FLOOR
100000

C-3 COLUMN FRAME,
SEE PLAN & SCHEDULE

600Øx400 DP. CONC. PEDESTAL,
SEE ARCH. FOR CHAMFER &
FINISHING REQ'MENTS

CONC. SLAB,
SEE PLAN & SCHEDULE

TYP. PROVIDE WATER STOPS
EA. SIDE AS SHOWN

25 NON-SHRINK GROUT

CONC. DROP PANEL,
SEE PLAN & SCHEDULE

CONC. PILECAP,
SEE PLAN & SCHEDULE

PROVIDE ADDN'L HOOKED
DOWELS INTO DROP PANEL

& SLAB ABOVE

70

40
0

PROVIDE CAULK OR APPROVED ALT.
AROUND ALL COL. EMBEDDED IN CONC.

T.B.D.

B1

OWSJ C/W STEEL DECK,
SEE PLAN & SCHEDULE.
SEE ARCH. FOR ROOFING DETAILS

CONC. BEAM,
SEE PLAN & SCHEDULE

TIE JOIST CONNECTION
DETAIL BY SUPPLIER

TYP. JOIST BRG. PLATE,
SEE DETAIL

B1

FLAT BAR 100x25
C/W 6-19Ø x 200 LG.

N.STUDS EA. SIDE

CONC. BEAM,
SEE PLAN & SCHEDULE

ADDN'L 4-20M TOP & BOTT. @  100 O/C
AT SLAB EDGES, SEE PLAN

C.I.P. CONC. CANOPY SLAB,
SEE PLAN

PROVIDE  2-30M WELDABLE REBAR TO  PLATE
HOOK EA. WAY INTO CONC. BEAM

PLATE 12x300x300
C/W 6-19Ø x  6"

LG.
N.STUDS

OWSJ, C/W BOTT. TIE CHORD
DESIGNED FOR ADDN'L HORIZ. LOADS T.B.D.

T/O MAIN FLOOR
100000

MASONRY BLOCK WALL,
SEE PLAN & SCHEDULE

PROVIDE EPOXY DOWELS @ 400 O/C
INTO EXIST. FOUNDATION

EXIST. FOUNDATION SHOWN HATCHED

SEE ARCH. FOR
INSULATION REQ'MENTS

BRICK VENEER,
SEE ARCH.

PROVIDE CONT. GALV.
L127x127x6.4 LEDGER ANGLE

2-L89x89x6.4 VERT. SPACER
ANGLES @ 900 O/C

C/W 2-19 DIA. EPOXY ANCHORS

NOTE: AT NEW CONC. LOC'NS
PROVIDE CAST IN N.STUDS

12

FLAT BAR 100x25
C/W 5-19Ø x 200 LG.
N.STUDS EA. SIDE

CONC. BEAM,
SEE PLAN & SCHEDULE

ADDN'L 7-20M TOP & BOTT. @  100 O/C
AT SLAB EDGES, SEE PLAN

C.I.P. CONC. CANOPY SLAB,
SEE PLAN

PLATE 12x300x300
C/W 6-19Ø x  6" LG.
N.STUDS

SEE ARCH. FOR FILLET
CORNER DETAILS

CONFIRM W/ ARCH.

+/-900

Tf = Cf = 12 kN

Tf = Cf = 12 kN

Tf = Cf = 12 kN

DIAG. CROSS BRACING,
BY OWSJ SUPPLIER

HORIZ. BRIDGING BY
OWSJ SUPPLIER

300 - 141 Bannatyne Ave., Winnipeg, MB, R3B 0R3
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444 ADSUM DRIVE
WINNIPEG, MB
CANADA

CITY OF WINNIPEG
4TH FLOOR - 85 KING ST.
WINNIPEG, MB
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