
LINE OF AIR/VAPOUR BARRIER

EMBED SKYLIGHT FRAME IN MASTIC AS PER
MANUFACTURER'S INSTRUCTIONS

PREFINISHED METAL EVAPORATION
TRAY; CAULK ALL JOINTS

SKYLIGHT FRAME WITH INTEGRAL
CONDENSATION TRAY AND WEEP HOLES

PREFINISHED METAL FLASHING UNDER
SKYLIGHT FRAME

TYPICAL INSULATED ROOF CURB
1/2" GYPSUM BOARD
• ADHERED AIR/VAPOUR BARRIER MEMBRANE
• 1/2" GFR GYPSUM BOARD
• 89mm WOOD STUD FRAMING @ 406mm O.C.
• 89mm MINERAL FIBRE BATT INSULATION
• 1/2" PT PLYWOOD

J-MOLDING

J-MOLDING

FULLY ADHERED AIR/VAPOUR BARRIER
TO WD DECK OPENING

LAP CURB AND DECK AIR/VAPOUR
BARRIER MEMBRANES

1/2" OF G1S FIR PLYWOOD ON
EDGE OF WOOD DECK; FINISH

TO MATCH EXISTING

M
IN

 8
"

LAP ROOF MEMBRANE BASE SHEET
OVER AIR/VAPOUR BARRIER
MEMBRANE

MINERAL FIBRE ROOF
UNDERLAYMENT BOARD

CONNECT FULLY ADHERED AIR/VAPOUR
BARRIER MEMBRANE TO BASE SHEET

SEALANT

ROOF MEMBRANE BASE AND CAP SHEET
UP ROOF CURB

DUAL ACRYLIC DOMES

FASTENERS AS APPROVED
BY MANUFACTURER

FIELD MEMBRANES
EDGE STRIPS

ALIGN

LINE OF AIR/VAPOUR BARRIER

EMBED SKYLIGHT FRAME IN MASTIC AS PER
MANUFACTURER'S INSTRUCTIONS

PREFINISHED METAL EVAPORATION
TRAY; CAULK ALL JOINTS

SKYLIGHT FRAME WITH INTEGRAL
CONDENSATION TRAY AND WEEP HOLES

PREFINISHED METAL FLASHING UNDER
SKYLIGHT FRAME

CURVED INSULATED ROOF CURB
• 2-LAYERS 6mm GYPSUM BOARD
• ADHERED AIR/VAPOUR BARRIER MEMBRANE
• 2-LAYERS 6mm GFR GYPSUM BOARD
• 89mm WOOD STUD FRAMING @ 406mm O.C.
• 89mm MINERAL FIBRE BATT INSULATION
• 2-LAYERS 6mm PT PLYWOOD

J-MOLDING

J-MOLDING

FULLY ADHERED AIR/VAPOUR BARRIER
TO WD DECK OPENING

LAP CURB AND DECK AIR/VAPOUR
BARRIER MEMBRANES

2-LAYERS 6mm G1S FIR PLYWOOD ON
EDGE OF WOOD DECK; CURVED,

FINISH TO MATCH EXISTING

M
IN

 8
"

LAP ROOF MEMBRANE BASE SHEET
OVER AIR/VAPOUR BARRIER
MEMBRANE

MINERAL FIBRE ROOF
UNDERLAYMENT BOARD

CONNECT FULLY ADHERED AIR/VAPOUR
BARRIER MEMBRANE TO BASE SHEET

SEALANT

ROOF MEMBRANE BASE AND CAP SHEET
UP ROOF CURB

DUAL ACRYLIC DOMES

FASTENERS AS APPROVED
BY MANUFACTURER

2-LAYERS 3/4" PLWD LAMINATED PLATE;
CUT TO SKYLIGHT RADIUS

2-LAYERS 3/4" PLWD LAMINATED PLATE;
CUT TO SKYLIGHT RADIUS

ALIGN
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1/2" x 1 1/2" STEEL FLAT
BAR POSTS, PAINTED

1/2" THICK x 4 1/2" x 6" LONG STEEL
BASE PLATE, PAINTED; SLOPE TO SUIT
ROOF CURB AS CONSTRUCTED

1 1/2" DIA. STEEL PIPE
RAIL , PAINTED

COMPRESSIBLE GASKET TO
SUIT BASE PLATE

PREDRILL HOLES AND FILL
WITH CAULK TYP

1 1/2" DIA. STEEL PIPE
RAIL , PAINTED

4 x 5/8" DIA. LAG SCREW
x 4" LONG AT EACH

BASE PLATE TYP

4 x 5/8" DIA. LAG SCREW x 4"
LONG TO EXIST ROOF DECK

NEW ROOF SYSTEM AND CURB
AS NOTED

DOUBLE TOP PLATE

SLOPED BLOCKING

3-PLY 38x89 SPF #2 POST
@ RAILING BRG PLATE TYP

3 x SIMPSON CS20 STRAP
TIE x 16" LONG; WRAP TOP
AND BOTTOM PLATE

3 x SIMPSON CS20 STRAP
TIE x 16" LONG; WRAP TOP
AND BOTTOM PLATE
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4 x 5/8" DIA. LAG SCREW x 4"
LONG TO EXIST ROOF DECK

3-PLY 38x89 SPF #2 POST
@ RAILING BRG PLATE TYP

1"

1"

1"

1"

1" 1"

6"

4 
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2"

PLAN AT WOOD POST
BASE IN ROOF CURB

PLAN OF BASE PLATE
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T/O ROOF BEAMS 1
111' - 11"LINE OF CONTINUOUS

AIR/VAPOUR BARRIER

CONNECT FULLY ADHERED AIR/VAPOUR
BARRIER MEMBRANE TO BASE SHEET

ROOF MEMBRANE BASE AND
CAP SHEET UP ROOF CURB

SLOPED PT WOOD
BLOCKING
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LAP BASE AND CAP SHEETS UP ROOF CURB
TO SUIT ROOF CURB RE-INSTALLATION.

CONFIRM FINAL HEIGHT OF REINSTALLED
HATCH WITH CONTRACT ADMINISTRATOR

PRIOR TO PROCEEDING WITH WORK.

REMOVE AND REINSTALL EXISTING
ROOF HATCH. MAKE GOOD NEW

INSTALLATION IN SAME LOCATION.

REUSE EXITING METAL INTERIOR
OPENING. EXTEND WITH PREFIN
NEW METAL TO MATCH EXISTING.

INSTALL NEW PAINTED PT SOLID WOOD FRAME AROUND
OPENING SQUARE AND STRAIGHT & TO SUIT EXISTING
CONDITION. FILL JOINTS AND MECHANICAL FASTENER
HOLES. SAND SMOOTH, PRIME, PAINT AND MAKE GOOD.

TYP

MIN 3"

TYP

MIN 6"

5%
PROVIDE 1% MIN
SLOPE - TYP

LINE OF AIR/VAPOUR BARRIER

PREFINISHED METAL FLASHING OVER
TOP OF CURB

TYPICAL INSULATED ROOF CURB
1/2" GYPSUM BOARD
• ADHERED AIR/VAPOUR BARRIER MEMBRANE
• 1/2" GFR GYPSUM BOARD
• 89mm WOOD STUD FRAMING @ 406mm O.C.
• 89mm MINERAL FIBRE BATT INSULATION
• 1/2" PT PLYWOOD

FULLY ADHERED AIR/VAPOUR BARRIER
TO WD DECK OPENING

LAP CURB AND DECK AIR/VAPOUR
BARRIER MEMBRANES

M
IN

 8
"

LAP ROOF MEMBRANE BASE SHEET
OVER AIR/VAPOUR BARRIER
MEMBRANE

MINERAL FIBRE ROOF
UNDERLAYMENT BOARD

CONNECT FULLY ADHERED AIR/VAPOUR
BARRIER MEMBRANE TO BASE SHEET

ROOF MEMBRANE BASE AND CAP SHEET
UP ROOF CURB

EXISTING MECHANICAL GOOSENECK;
REMOVE AND REINSTALL TYP

EXISTING DUCT CHASE PARTITION WALL

COORDINATE LOCATION OF NEW ROOF
CURB WITH EXISTING DUCT CHASE

OPENING AND PARTITION WALL

FINISH NEW GYPSUM BOARD TO EXISTING

SLOPED PT WOOD BLOCKING5%

SET FLASHING INTO WIDE BEAD
OF ACOUSTICAL SEALANT TO
PREVENT AIR LEAKAGE - SEAL
AIR LEAKAGE -TYP

T/O ROOF BEAMS 1
111' - 11"

LINE OF AIR/VAPOUR
BARRIER - TYP

R3

INSULATED PARAPET (BEYOND) TO
SUIT INSULATION DEPTH - TYP

SLOPED PT WOOD BLOCKING

CONNECT FULLY ADHERED A/VB
MEMBRANE TO BASE SHEET - TYP

SLOPE TOP MIN 5% TYP
ALIGN TO PARAPET - TYP

TY
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2"
M

IN

FLEXIBLE FLASHING CONTINUOUS
FROM WALL CONDITION

CAP AND BASE STRIPPING
CONTINUE OVER TOP OF DIVIDER
TO OPPOSITE FACE - TYP

UNLESS OTHERWISE NOTED

MIN LAP 6" TYP

6" TYP 3" TYP

3"  TYP

FLEXIBLE FLASHING
DOWN FACE MIN 3" TYP

R1

1"

A/V BARRIER STRIP BELOW
ROOF AREA DIVIDER
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PREFIN MTL FLASHING; UP WALL
ONE FULL BRICK COURSE

SLOPED PT WOOD BLOCKING

MEMBRANE FLASHING OVER
CURB AND UP WALL

COUNTERFLASHING;
SLOPE TOP 5% - TYP

SOFT METAL WEDGE, FULLY
EMBED IN SEALANT

SEALANT AND BACKER ROD

ROOF MEMBRANE BASE AND CAP
SHEET OVER CURB AND UP WALL

6"
5%

PREFIN BRAKE SHAPE MTL FLASHING
COVERS EXTENT OF PT WD CURB - TO
MATCH FLASHING

INSULATION (SLOPED
TO DRAIN)

UNDERLAYMENT
BOARD

EXISTING CANOPY
TO REMAIN

Va
rie

s

REMOVE EXISTING CANT AND
FLASHING

PT WD BLOCKING TO MATCH
EXISTING CANT HEIGHT

EXISTING METAL
FASCIA TO REMAIN

LAP MEMBRANE BASE SHEET OVER
WOOD BLOCKING AND DOWN FACE
OF FASCIA

ROOF MEMBRANE BASE AND CAP
SHEET OVER FLASHING

PREFIN MTL FLASHING W/ 1/2"
UPSTAND PROFILE FOR

MEMBRANE TERMINATION

SLOPED INSULATION
TO SUIT

EXISTING METAL
SOFFIT TO REMAIN

UNDERLAYMENT
BOARD

5%

BASE SHEET DOWN FACE TO
FLASHING KICKOUT

REMOVE EXISTING CANT AND
FLASHING

PT WD BLOCKING TO MATCH
EXISTING CANT HEIGHT

MINERAL FIBRE ROOF
UNDERLAYMENT BOARD

FULLY ADHERED AIR/VAPOUR
BARRIER MEMBRANE OVER

EXISTING BLOCKING AND DOWN
FACE TO EXISTING DECK

GROOVE BASE INSULATION
LAYER TO SUIT EXISTING
ELECTRICAL CONDUIT

LINE OF AIR/VAPOUR BARRIER

LAP MEMBRANE FLASHING OVER
AIR/VAPOUR BARRIER MEMBRANE

MEMBRANE FLASHING OVER CURB

LAP MEMBRANE BASE SHEET OVER
MEMBRANE FLASHING AND DOWN
FACE OF CURB

ROOF MEMBRANE BASE AND CAP
SHEET OVER FLASHING

PREFIN MTL FLASHING W/ 1/2"
UPSTAND PROFILE FOR MEMBRANE

TERMINATION

1%1 
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2"
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SLOPED INSULATION

2"

REFINISH OR REPLACE EXISTING METAL
FASCIA AS NOTED WITH NEW FASTENERS

AS NOTED; REFER TO SHEET A201

This drawing is property of the Architect and cannot
be reproduced or used without the consent of the
Architect. The contractor is responsible for checking
and verifying all levels and dimensions and shall
report all discrepancies to the Architect and obtain
clarification prior to commencing work.
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SECTION DETAIL - EQUIPMENT CURB AT REDUCED INSULATION AREA6
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SECTION DETAIL - ROOF AREA DIVIDER7
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SECTION DETAIL - CANOPY ROOF TO WALL8
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SECTION DETAIL - SOUTH ENTRANCE ROOF EDGE10




