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SOUTH END WATER POLLUTION CONTROL CENTRE
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BIOREACTORS/BLOWER BUILDING

OVERALL ROOF PLAN

PROCESS

ISSUED FOR TENDER - B.O. 899-2015
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OVERALL ROOF PLAN

  ALL OTHER SUPPORTS

- SLIDING PIPE SUPPORT TO MAINTAIN 25 MM OF LATERAL MOVEMENT ON EACH SIDE OF PIPE ON 

- FIXED PIPE SUPPORT (ANCHOR) WHERE SHOWN ON DRAWINGS

- EXPANSION LOOPS AS SHOWN ON DRAWINGS

FLUSHING SERVICE WATER (FSW), INSTRUMENT AIR SUPPLY (IAS) AND FERRIC CHLORIDE (FC):

  ALL OTHER SUPPORTS

- SLIDING PIPE SUPPORT TO MAINTAIN 25 MM OF LATERAL MOVEMENT ON EACH SIDE OF PIPE ON 

- ROLLER PIPE SUPPORTS WITH GUIDES ON STRAIGHT PIPES BETWEEN TWO FIXED PIPE SUPPORTS

- FIXED PIPE SUPPORT (ANCHOR) WHERE SHOWN ON DRAWINGS

- METAL BELLOWS EXPANSION JOINTS WHERE SHOWN ON DRAWINGS

AIR LOW PRESSURE (ALP):

MINIMUM REQUIREMENTS FOR PIPING SUPPORTS DESIGN CONCEPT TO BE FOLLOWED BY CONTRACTOR:
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