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SECTION

PLENUM

AIR INTAKE

BLOWER ROOM

EL 232.650 EL 232.650

B-R201 B-R202 B-R203 B-R204 B-R205 B-R206

ROOM

BLOWER 

EL 232.650

EL 226.000

EL 226.000

CL EL 238.580

CL EL 233.750

CL EL 234.550

CL EL 235.350

CL EL 236.150

100-ALP-SS03

CL EL 226.900

900-ALP-SS03

H1

CL EL 237.700

TYP

450-ALP-SS03
900-ALP-SS03

CL EL 236.500

900-ALP-SS03

450-ALP-SS03

CL EL 237.700

TYP

300-ALP-SS03

CL EL 236.500

900-ALP-SS03
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SOUTH END WATER POLLUTION CONTROL CENTRE

SEWPCC UPGRADING/EXPANSION PROJECT
  

B.C.00

H.T. FREIHAMMER

J.C.

  

1-0102-PGAD-R017.dgn
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F. ABSI

BIOREACTORS/BLOWER BUILDING

PROCESS
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150-ALP-SS03

500-ALP-SS03
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150-ALP-SS03

400-ALP-SS03

50-ALP-SS03

100-ALP-SS03

100-ALP-SS03

100-ALP-SS03

150-ALP-SS03

400-ALP-SS03

50-ALP-SS03

100-ALP-SS03

100-ALP-SS03

75-ALP-SS03

500-ALP-SS03

100-ALP-SS03

150-ALP-SS03

150-ALP-SS03

200-ALP-SS03

200-ALP-SS03

150-ALP-SS03

400-ALP-SS03

50-ALP-SS03

100-ALP-SS03

100-ALP-SS03
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100-ALP-SS03

FV-R1256

FV-R1257

XV-R1305

XV-R1248

FV-R1247

FV-R1246

FIT

R1257

FIT
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XV-R1148
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3000Kg

MONORAIL

TYP

COUPLING

GROOVED

150-ALP-SS03

500-ALP-SS03

100-ALP-SS03

150-ALP-SS03

150-ALP-SS03

75-IAS-SS03

TYP OF 6

JOINT

EXPANSION 

CV-R201 CV-R202 CV-R203 CV-R204 CV-R205 CV-R206

1

1
DETAIL
1:25

600-ALP-SS03

600 X 450

4027-605

450-ALP-SS03

SILENCER, TYP

INLET FILTER

COUPLING

SLEEVE 

FLEXIBLE 

4027-605

TYP

EMBED, TYP

WITH FLOOR PIPE 

PIPE WALL SLEEVE 

PRECISION TOOLS 

ALIGN USING HIGH 

2
4
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1
1
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04/2016 B.C.02 J.C.ISSUED FOR CONSTR - B.O. 899-2015

XX

AMBIENT TEMPERATURE BETWEEN 10 TO 25 DEGREES C.

INSTALL FLEXIBLE SLEEVE COUPLING LOCATED INSIDE THE BUILDING AT 1.

NOTE:

0330-823

TYP

600-ALP-SS03
200-ALP-SS03

SILENCER (TYP)

INLET FILTERCL EL 233.250

200-ALP-SS03

350-ALP-SS03

TYP

600-ALP-SS03

TYP

COUPLING

SLEEVE 

FLEXIBLE 

TYP OF 9
TYPE SUPPORT, 
ADJUSTABLE ROLLER

CL EL 237.700

STRUCTURAL DETAIL

(ANCHORED), SEE

PIPE SUPPORTS

(TYP OF 3)

COUPLIMG

GROOVED

FLEXIBLE CUT

400 DIA.
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