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ISSUED FOR CONSTRUCTION - 976-2016

2017/07/20 JBC01 ISSUED FOR ADDENDUM 7 976-2016
FITTINGS INSULATION. REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIALS IN HIGH AND LOW PRESSURE STEAM 6.

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIALS IN AIR HANDLING UNIT. 5.

PROCEDURES.

INSULATION. REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT

CONFIRMED ASBESTOS CONTAINING MATERIALS IN HEATING WATER FITTINGS4.

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIALS IN DUCTWORK INSULATION. 3.

REFER TO GENERAL DEMOLITION NOTES DRAWING 1-0102-DAAA-AD01.2.

SLUDGE FERMENTERS/THICKENERS DRAWINGS.

FOR NEW CONSTRUCTION SEE MECHANICAL PRIMARY1.

NOTES:

01

01

NOTE 3.

SEP-83 PROVIDED.

TO EXISTING DOCUMENTATION

AS NOTED SIZE VARIES REFER

REMOVE EXISTING DUCTING

01NOTES 3, 4 AND 5.

EXISTING CONDITION.

TO REMOVALS AND REPAIR TO MATCH 

PATCH UP ALL REMAINING OPENINGS DUE 

FINISHES TO MATCH EXISTING CONDITION. 

THE SOURCES, COMPLETE WITH ALL 

PROVIDE ALL CAP OFF AND TERMINATION AT 

REMOVALS SHALL EXTEND TO THE SOURCES. 

WIRING AND CONTROLS. ALL ASSOCIATED 

ASSOCIATED DUCTWORK, PIPING, ELECTRICAL 

REMOVE EXISTING AHU-688 COMPLETE WITH 




