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CLOUDING ON THIS DRAWING.
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SEALING ARCHITECT OR ENGINEER ACCEPTS
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REMOVE MESH, TIE IN NEW
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TERMINATE DUCT REMOVAL 200mm
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INDICATES DEMOLITION WORK

NOTE 4.

DUCTING, FITTINGS AND WIRING

REMOVE EXHAUST FANS, ASSOCIATED

NOTE 4.

CONTROL DEVICES.

DUCTING, FITTINGS AND WIRING, AND

REMOVE EXHAUST FANS, ASSOCIATED
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SOUTH END WATER POLLUTION CONTROL CENTRE
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GRIT AND SERVICE BUILDINGS

VENTILATION DETAILS

HEADWORKS

2017/04/05

H.T. FREIHAMMER

R. BLACKWOOD

SEE DWG. MGAD-GD54 AND MGAD-GD55

PHOTO LOCATION AND DIRECTION

ISSUED FOR CONSTRUCTION - 976-2016

2017/04/0501 JBC2017/07/20ISSUED FOR ADDENDUM 7 - 976-2016
REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIALS IN HEATING WATER FITTINGS INSULATION. 5.

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIALS IN DUCTWORK INSULATION.4.

1-0102-MGAD-GD50.

REFER TO HVAC DEMOLITION NOTES DRAWING3. 

1-0102-DAAA-AD01.

REFER TO GENERAL DEMOLITION NOTES DRAWING2.

FOR NEW CONSTRUCTION SEE MECHANICAL HEADWORKS DRAWINGS.1.

NOTES:
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NON FERROUS GROUT.

FILL OPENING WITH NON SHRINK

WIRING, AND CONTROL DEVICES.

REMOVE EXISTING EXHAUST FAN AND

01


