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NOTES:

2.

3.

REMOVE ALL EXISTING LABORATORY RELATED PIPING AND CAP OFF
AT MAIN AND BRANCH PIPES.

REFER TO DRAWINGS 1-0102-MGAD-M301 FOR NEW WORK.
REMOVE ALL EXISTING PLUMBING EQUIPMENT IN THE EXISTING LABORATORY
WHICH IS NOT RELATED TO THE NEW WORK.

REFER TO GENERAL DEMOLITION NOTES DRAWING 1-0102-DAAA-ADO1.

I et

PLUMBING SYMBOLS.

COLD WATER(POTABLE DOMESTIC)
HOT WATER (POTABLE DOMESTIC)

RECIRC. HOT WATER (POTABLE DOMESTIC)

SANITARY OR STORM LINE

VENT LINE

CLEAN ouT

PIPE CAPPED OFF
BALANCE FITTING
GATE VALVE
CHECK VALVE
GLOBE VALVE
ROOF HOPPER

PLUMBING FIXTURE NUMBER

AIR CHAMBER

GAS LINE(NATURAL)
ACID WASTE

PLUG COCK

SHOCK ARRESTOR
UNION
COMPRESSED AIR
FIRE LINE
WEEPING TILE

FUEL OIL SUPPLY
FUEL OIL RETURN _ _

RAIN WATER LEADER

VENT ALL FIXTURES ACCORDING TO CODE

CANVADS SECTION TO BE ATTER UMIT FILTERS

SEE SPECIFICATION PLUMBING FIXTURE SCHEDULE
FOR PLUMBING"P" NUMBER REFERENCE

WASTE PIPING SHOWN ON BASEMENT PLAN TO BE RUN
BELOW BASEMENT FLOOR SLAR.

WASTE PIPING SHOWN ON CROUND FLOOR TO DE RUN
AT BASEMENT (CEBILING

INSULATE R.WL. FROM ROOF HWOPPER TO BASEMENT SLAB
EXCEPT WHERE CONCEALED IN WALL FURRING

INSULATE DOMESTIC WOT, COLD & RECIRCULATING
POTABLE WATER LINES

SEALING ARCHITECT OR ENGINEER ACCEPTS
RESPONSIBILITY ONLY FOR AREAS IDENTIFIED BY

CLOUDING ON THIS DRAWING.

NOTE: THIS DRAWING SUPERSEDES DRAWING SEP-16
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