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ISSUED FOR CONSTRUCTION - 976-2016

REFER TO ASBESTOS ABATEMENT SPECIFICATION FOR ABATEMENT PROCEDURES

CONFIRMED ABESTOS CONTAINING MATERIALS IN LABORATORY FUMEHOOD. 4.

REFER TO GENERAL DEMOLITION NOTES DRAWING 1-0102-DAAA-AD01.3.

WHICH ARE NOT RELATED TO THE NEW WORK.

REMOVE ALL EXISTING HVAC EQUIPMENT IN THE EXISTING LABORATORY

REFER TO DRAWINGS 1-0102-MGAD-M601 FOR NEW WORK.2.

   

PROVIDE INSULATION FOR THE REMAINING DUCT TO PREVENT CONDENSATION.

CAP OFF ALL GRAVITY VENT DUCTS AT APPROXIMATELY 300mm BELOW UNDER SIDE OF ROOF.

REMOVE ALL EXISTING LABORATORY RELATED EXHAUST FANS AND ASSOCIATED DUCTWORK.1. 
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