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ISSUED FOR CONSTRUCTION - 976/2016
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01

01 K.F. J.C.ISSUED FOR ADDENDUM 3 - 976-2016 2017/06/21

02 JBC2017/07/20ISSUED FOR ADDENDUM 7 - 976-2016

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIAL DUCTWORK INSULATION.3.

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIAL IN AIR HANDLING UNIT.2.

PROCEDURES.

INSULATION. REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT

CONFIRMED ASBESTOS CONTAINING MATERIAL IN HEATING WATER FITTINGS1.
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