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LEGEND:

INDICATES DEMOLITION WORK

STORAGE ROOM - DEMOLITION

2017/04/05

2017/04/05ISSUED FOR CONSTRUCTION - 976-2016

01 JBCISSUED FOR ADDENDUM 7 - 976-2016 2017/07/20

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIAL IN AIR HANDLING UNIT. 5.

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIAL DUCTWORK INSULATION.4.

REFER TO ASBESTOS ABATEMENT SPECIFICATIONS FOR ABATEMENT PROCEDURES.

CONFIRMED ASBESTOS CONTAINING MATERIAL IN HEATING WATER FITTINGS INSULATION. 3.

REFER TO GENERAL DEMOLITION NOTES DRAWING 1-0102-DAAA-AD01.2.

REFER TO DRAWINGS 1-0102-MGAD-P602 FOR NEW WORK.1.

NOTES:

01

01
NOTE 5.

TO NEW AIR HANDLING UNIT. 

AND OUTSIDE AIR DUCT FOR CONNECTION

CAP ASSOCIATED HWS AND HWR 

CONTROLS AND POWER SUPPLY.

UNIT AHU-B682 C/W ALL ASSOCIATED

REMOVE EXISTING AIR HANDLING

NOTE 4.

DUCTWORK LAYOUT.

DIFFUSERS FOR REUSE IN NEW 

AND AIR DIFFUSERS. PROTECT

REMOVE THE EXISTING DUCTWORK

01
NOTE 3.

FUTURE CONNECTION TO UNIT HEATER.

HOT WATER PIPES AND CAP OFF FOR 

REMOVE ASSOCIATED CONTROLS AND

REMOVE EXISTING HYDRONIC HEATER, 

01


