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NB CONTROL LINE

SEWER RENEWAL
CONTROL LINE

INSTALL 28.5 m OF 300 mm SDR 35
PVC FULL SEGMENT RENEWAL

INSTALL 2.1 m OF 375 mm SDR 35
EXTERNAL SEWER REPAIR

RECONNECT FAILED SERVICE
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APPROXIMATE LOCATION
OF TELUS LINE

APPROXIMATE LOCATION
OF 200 GAS LINE

APPROXIMATE LOCATION
OF HYDRO DUCT

EXISTING GROUND

APPROXIMATE
 INVERT OF 229.510

APPROXIMATE
INVERT OF 228.620

MANHOLE (MH 20017673)
RIM ELEV. = 232.360 REPLACE MANHOLE (MH20017714)

RIM ELEV. = 232.190

EXTERNAL SEWER REPAIR

APPROXIMATE
INVERT OF 228.230

APPROXIMATE
INVERT OF 228.540 FULL SEGMENT REPAIR
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            WARNING
IF POWER EQUIPMENT OR EXPLOSIVES ARE TO BE
USED FOR EXCAVATION ON THIS PROJECT THE
CONTRACTOR MUST:

1. NOTIFY THE GAS COMPANY OF THE PROPOSED
LOCATION OF EXCAVATION.

2. TAKE PRECAUTION TO AVOID DAMAGE TO GAS
COMPANY INSTALLATIONS SEE PROVINCIAL
REGULATION 210/72 FOR DETAILS.

3. OBTAIN EXCAVATION PERMITS PRIOR TO
CONSTRUCTION.

METRIC
WHOLE NUMBERS INDICATE MILLIMETRES

DECIMALIZED NUMBERS INDICATE METRES
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18/03/16
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LDS CONSTRUCTION NOTES:

1. ALL PROPOSED LDS SLOPES TO PROPOSED MH1.
EXISTING LOOP SLOPES TOWARDS LIFT STATION.

2. MINIMUM COVER OF ≈1.0 m REQUIRED OVER
PROPOSED LDS LOOP. INSULATION REQUIRED
OVER LDS LOOP.

P-3492-2018-
2018 REGIONAL STREET RENEWAL PROJECT

McPHILLIPS STREET RECONSTRUCTION AND UNDERPASS
STRUCTURAL IMPROVEMENTS

LOGAN AVENUE TO JARVIS AVENUE

COMBINED SEWER RENEWAL
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