WATER SERVICE INFORMATION
ADDRESS SIZE (mm) SIZE (mm)  SHORT & LONG CORP. REMARKS
MATERIAL MATERIAL  MEASUREMENT LOCATION
232.01 ——— — — —_— — 232.0 (STREET)  (PROP.)
// — | | — N BE— I L \\
WW I ey N P2 N\ RO\ | 7% SN % 373 SELKIRK AVE 16 20 2.03m EEL HSE 43 E OF S/C RENEW TO R W/20 CU
RESIDENTIAL LEAD cu 66.259m WWL AIKINS ST ' WYED ON W/371
% 372% SELKIRK AVE 12 12 1.55m WEL BLDG 0.8 W OF S/C RENEW TO . W/20 CU
| COMMERCIAL LEAD LEAD 57.051m WWL AIKINS ST ' SHARED SERVICE W/372
231.0 231.0 & 372 SELKIRK AVE 12 12 1.55m WEL BLDG 0.8 W OF S/0 RENEW TO R W/20 CU
I COMMERCIAL LEAD LEAD 57.051m WWL AIKINS ST ' SHARED SERVICE W/372%
EXACT DEPTH OF EXIST % 371 SELKIRK AVE 16 20 2.03m EEL HSE 43 E OF S/C RENEW TO R W/20 CU
2 W o 350 SELKR AVE T odemmWLESE RENEW 10 R W75 50
%* . m
230.0 ( ) 230.0 RESIDENTIAL LEAD LEAD 57.100m WWL AIKINS ST 0.5 W OF 5/¢C -
A 369 SELKIRK AVE 20 20 1.86m WEL HSE RECONNECT SERVICE
. RESIDENTIAL cu cu 62.898m WWL AIKINS ST A
367 SELKIRK AVE 20 20 0.82m EEL HSE 05 E OF S/C RECONNECT SERVICE
I RESIDENTIAL cu cu 50.536m WWL AIKINS ST ' -
T Tt 7 ——+ ——t | - 1 Y 365 SELKIRK AVE 12 12 2.69m WEL HSE 0.6 £ OF S/C RECONNECT SERVICE
250 CI WM T T T T ______________________5556________—_______"___—‘2290 RESIDENTIAL cu cu 39.320m WWL AIKINS ST : -
S WM ——— e o T S— — 2 ] % 360 SELKIRK AVE 12 20 3.79m EWL HSE RENEW TO . W/20 CU
229.0 250 PVC WM 250 PVCW———F——+——|——F——+———— 1 —— [ [ ] RESIDENTIAL LEAD cu 36.125m WWL AIKINS ST 23 EOFs/c T
359 SELKIRK AVE 20 20 2.71m EEL HSE RECONNECT SERVICE
LINV 228.780 RESIDENTIAL cu cu 17.961m WWL AIKINS ST 0.6 £ OF s/C -
% 358 SELKIRK AVE 12 12 2.81m WEL HSE RENEW TO . W/20 CU
RESIDENTIAL LEAD LEAD 29.569m WWL AIKINS ST OPP S/C -
% 356 SELKIRK AVE 12 20 - RENEW TO . W/20 CU
228.0 228.0 RESIDENTIAL LEAD cu 14.939m WWL AIKINS ST 1.5 E OF 5/C -
355 SELKIRK AVE 20 20 6.87m NSL HSE PP S,/C OUTSIDE LIMITS
RESIDENTIAL cu cu 14.324m WWL AIKINS ST SERVICED OFF AIKINS ST.
346 SELKIRK AVE 20 20 7.01m SNL HSE 0PP S/C RECONNECT SERVICE
44 141 J__A__L_J__ 4L _J 1 L _1__ RESIDENTIAL cu cu 7.014m SSL_SELKIRK AVE SERVICED OFF AIKINS
G ) e e e e et St S S S S e e e U ) S A e AN 227.0 341 SELKIRK AVE 50 50 9.43m SNL BLDG oPP S/C OUTSIDE LIMITS
. . RESIDENTIAL cu cu 15.239 SSL _PRITCHARD AVE -
% 340 SELKIRK AVE 16 16 0.97m WWL HSE PP S,/C RENEW TO . W/20 CU
RESIDENTIAL LEAD LEAD 29.567 EEL AIKINS ST -
338 SELKIRK AVE 25 20 1.31m WEL BLDG RECONNECT SERVICE
1200%X1650 BRICK CS 1350X1800 BRICK CS RESIDENTIAL cu cu 41.266m WWL ROBINSON sT "2 W OF S/C -
% 334 SELKIRK AVE 12 20 OPP EL HSE RENEW TO . W/20 CU
226.0 U 226.0 RESIDENTIAL LEAD cu 30.446m WWL ROBINSON ST OPP S/C -
333 SELKIRK AVE 50 50 23.68m EWL HSE 0.3 E OF S/C RECONNECT SERVICE
COMMERCIAL cu cu 9.262m WWL ROBINSON ST ' -
e T — 00—t Iyt ——t——t+—+t——t+ 1t 11— 11— T 330 SELKIRK AVE 20 20 3.72m EWL HSE 0PP S/C RECONNECT SERVICE
K I i I COMMERCIAL cu cu 24.807m WWL ROBINSON ST -
LNV 225,42 % 326 SELKIRK AVE 16,/20 12 4.42m EEL HSE RENEW TO . W/20 CU
225.0 225.0 RESIDENTIAL LEAD LEAD 9.262m WWL ROBINSON ST OPP S/C WYED W/324
RIM 231.86 % 324 SELKIRK AVE 16 12 0.30m WWL HSE 0.4 W OF S/C RENEW TO R W/20 CU
INV'N 225.79 n RESIDENTIAL LEAD LEAD 8.917m WWL ROBINSON ST : WYED W/326
INV E 225.42 a 319 SELKIRK AVE 20 25 5.92m WEL BLDG PP S/ RECONNECT SERVICE
INV W 225.42 & COMMERCIAL cu cu 5.080m EEL ROBINSON ST -
o 303 SELKIRK AVE 20 20 3.36m EWL BLDG RECONNECT SERVICE
w o COMMERCIAL cu cu 25.163m EEL ROBINSON sT O3 B OF S/C -
> o] 300 SELKIRK AVE - - 1.37m EEL BLDG 21 N OF S/C RECONNECT SERVICE
< w3 COMMERCIAL - - 18.042 SSL SELKIRK AVE : -
L. 300 SELKIRK AVE - - 5.99m WEL BLDG RECONNECT SERVICE
oo = ﬁ COMMERCIAL - - 23.755 WEL CHARLES ST - -
ZW0 = ) 300 SELKIRK AVE - - 1.73m EEL BLDG RECONNECT SERVICE
E’N’Ef% Q,é COMMERCIAL - - 16.045 WEL CHARLES ST - -
Ll > - 293 SELKIRK AVE 25 25 5.25m SNL BLDG OUTSIDE LIMITS
o 2 o0 > %g " COMMERCIAL cu cu 5.246 NNL SELKIRK AVE 0.4 WOF S/C SFRVICED OFF CHARLES ST.
o OB Cwmo = " o 291 SELKIRK AVE 20 20 4.86m EWL BLDG RECONNECT SERVICE
o (A o] Q 0.5 W OF S/C
o oc_oZWn S8 4 o COMMERCIAL cu cu 5.182 WEL CHARLES ST -
o 4 N v o
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