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NEW PERIMETER RESTRAINT
ANGLE

NEW VAPOUR BARRIER

1 PERIMETER RESTRAINT
NTS

2 BASE TIE IN
NTS

< 6"
[152mm]

NEW WALL BOARD

NEW FIRE GUARD
TAPE

NEW WALL BOARD

4"
[102mm]

2"
[51mm]

NEW CAP SHEET STRIPPING

NEW BASE SHEET STRIPPING

NEW COMPOSITE
BOARD
NEW
INSULATION

NEW CAP SHEET

4 TYPICAL ADHERED UNDERLAY DETAIL
NTS

7"
[178mm]

3 TYPICAL SHINGLE STEP FLASHING
NTS

ICE & WATER SHIELD CARRIED
UP ONTO SIDEWALL 6'' [152mm]

STEP FLASHING POSITIONED OVER
SHINGLE SO THAT NEXT COURSE OF
SHINGLES COVERS IT COMPLETELY

NAIL FLASHING TO ROOF

ROOFING CEMENT

STEP FLASHING TO BE MINIMUM
OF 24 GAUGE - 4'' x 4'' x 7''
[102mm x 102mm x 178mm]

STEP FLASHING
COVERED BY SKIRT

FLASHING

EXISTING SHEATHING

METAL DRIP EDGE AT DOWN SLOPE
EDGES APPLIED OVER SBS MEMBRANE

SBS STRIPPING TO EXTEND MINIMUM 6" [152mm]
PAST THE INNER EDGE OF THE DRIP EDGE & BE
TRIMMED FLUSH AT EAVE.

METAL DRIP EDGE
APPLIED OVER
UNDERLAYMENT

SELF ADHERED SBS
UNDERLAYMENT

3'' [76mm] OVERLAP

36'' [914mm] WIDE SBS MEMBRANE
LAPPED A MINIMUM OF 6"
[152mm]OVER FASCIA AND
TRIMMED FLUSH AT BASE OF FASCIA

C.13.MB.35-18.02.03

CITY OF WINNIPEG
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05/03/2018

WESTWOOD LIBRARY

66 ALLARD AVENUE
WINNIPEG, MB R3K 0T3

4TH FLOOR - 185 KING STREET
WINNIPEG, MB R3B 1J1

RMIS ENGINEERING

389 MAXWELL CRESCENT
Regina, SK S4N 5X9
www.rmiseng.ca

Phone 306.352.4606
Fax 306.352.4607
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TYPICAL
DETAILS

A 5.02

1. LAY ASPHALTIC CORE BOARD ON ANGLE FLASHING AND MECHANICALLY
ATTACH PANEL TO ANGLE FLASHING WITH 2" [51mm] PLATES AND
FASTENERS @ 12" O.C. [305mm]

2. MECHANICALLY ATTACH ANGLE FLASHING TO PARAPET/WALL/ CURB
WITH 2" [51mm] PLATES AND FASTENERS @ 12" O.C. [305mm]

3. ENSURE 2" [51mm] MIN. LAP BETWEEN VAPOUR BARRIER AND BASE SHEET.

KEY NOTES


