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R.S.-1

R.S.-2

REMOVE & DISCARD EXISTING
GUTTER & DOWNSPOUTS, TYP.

REMOVE & STORE
EXISTING LIGHT, TYP.

REMOVE & STORE EXISTING
EXHAUST FAN, TYP.

REMOVE & STORE
EXISTING RTU, TYP.

REMOVE & STORE
EXISTING AC UNIT

REMOVE & DISCARD
EXISTING LADDER

REMOVE & STORE
EXISTING GAS LINE, TYP.

PIPE PENETRATION

EXHAUST FAN CURB

ROOF EDGE

ROOF AREA DIVIDER

GUTTER EDGE

HIP/RIDGE

EQUIPMENT CURB

GAS LINE

CHIMNEY

EXISTING FALL ARREST
ANCHOR

AC UNIT

LADDER

PITCH BOX

GUTTER OUTLET

LIGHT
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1. ROOF SECTION 1 AREA = 2,025 FT²
[188 m²]

2. ROOF SECTION 2 AREA = 750 FT²
[70 m²]

3. EXISTING ROOF COMPOSITION
(RS 1 & RS 2):
· METAL ROOF PANEL
· ASPHALT VAPOUR BARRIER
· 2" [51mm] EPS INSULATION
· 5" [127mm] EPS INSULATION
· 1/2" [13mm] FIBERBOARD

INSULATION
· SBS BASE SHEET
· SBS CAP SHEET

GENERAL NOTES
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