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CONSTRUCTION NOTES:

1. UTILIZE EXISTING POWER SUPPLY FOR THE INSTALLATION OF THE NEW  DISTRIBUTION ENCLOSURE , 
FOR NEW DISTRIBUTION ENCLOSURE SEE DWG S-13-U.
2. THE LOCATION OF THE ELECTRICAL CABLE IS DIGRAMMATIC AND THE ACTUAL LOCATION WILL BE 
DETERMINED IN THE FIELD BY EXISTING UTILITY LOCATIONS AND OTHER CONSTRAINTS.

A) IF TRENCHING, REMOVE AND RESTORE ASPHALT PATHWAYS AS PER E11
3. A PRE AND POST CONSTRUCTION TEST OF THE IRRIGATION SYSTEM  SHALL BE COMPLETED. ANY 
DAMAGE TO IRRIGATION LINES SHALL BE REPAIRED BY CERTIFIED PERSONNEL AT THE COST OF THE 
CONTRACTOR
4. THE EXISTING PARK LIGHTS MUST REMAIN OPERATIONAL DURING CONSTRUCTION AND WILL ONLY BE 
PERMITTED TO BE REMOVED, UPON COMPLETE AND FUNCTIONAL INSTALLATION  OF THE NEW PARK 
LIGHTING .
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NATURE PLAY AREA AS PER BID OPP 
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INSTALL PROPOSED 
LIGHTING PL1 TO PL25 
(STYLE A OR B)

INSTALL NEW DISTRIBUTION 
ENCLOSURE ON CONCRETE 
FOUNDATION (SEE NOTE 1)

INSTALL ELECTRICAL 
CABLE  (SEE NOTE 2)

LIMIT OF WORKS FOR PROPOSED 
BASKETBALL COURT AREA AS PER 
BID OPP 527-2018

PROPOSED LIGHT (80 WATT) 
GVD2 P40 30K AS 5 N 

PROPOSED LIGHT (60 WATT)
GVD2 P30 30K AS 3 N 

LIMITS OF PROPOSED
FUTURE PARK WORKS
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PROPOSED ELECTRICAL CABLE

PROPOSED DISTRIBUTION 
ENCLOSURE
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