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This drawing must not be scaled. The
contractors shall verify all dimensions and
other data on site prior to commencement of
work. Discrepancies, errors, and omissions
are to be reported to Public City Architecture Inc.
prior to proceeding with the Work.

Drawings and specifications as instruments of
service are the property of Public City Architecture
Inc.; the copyright in the same being reserved.

No reproduction or revision to these drawings
may be made without the permission of Public
City Architecture Inc., and when made, must bear
their name. All prints to be returned to Public City
Architecture Inc. upon request.
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ST. JAMES CIVIC CENTRE
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1ARENA NORTH HIGH LEVEL - FIRE PROTECTION RENOVATION

KEY NOTES
1 EXISTING REFLECTIVE BLANKETS TO BE REMOVED BY GENERAL

CONTRACTOR. PROVIDE SPRINKLER COVERAGE OVER RINK AREA AS
PER NFPA REQUIREMENTS. PIPING SHALL BE ROUTED AND
SPRINKLERS INSTALLED AT HIGH LEVEL. COORDINATE PIPING AND
SPRINKLER INSTALLATION WITH GENERAL CONTRACTOR.
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