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A. WHERE NEW TOGGLE SWITCHES, OR DIMMER CONTROLS ARE ADJACENT EACH OTHER, 
PROVIDE GANGED SWITCHING TO ACCOMODATE TOTAL NUMBER OF SWITCHES, 
UNLESS NOTED OTHERWISE.

B. ALL RECESSED LIGHTING FIXTURES IN LAY-IN CEILINGS SHALL BE INSTALLED WITH 6' 
LONG FLEXIBLE METAL CONDUIT.

C. ALL MOUNTING HEIGHTS FOR LUMINAIRES ARE TO THE BOTTOM OF THE LUMINAIRE 
UNLESS NOTED OTHERWISE.

D. REFER TO ARCHITECTURAL ELEVATIONS FOR MOUNTING HEIGHTS OF EXTERIOR OR 
INTERIOR LUMINAIRES.

E. SUSPEND EMERGENCY LIGHTING HEADS AND EXIT SIGNS FROM STRUCTURE TO CLEAR 
BEAMS, MECHANICAL DUCTWORK AND PIPING SUCH THAT SAME ARE VISIBLE BELOW 
BEAMS AND OUT OF WAY OF PEDESTRIAN TRAFFIC.

F. ALL MOUNTING HEIGHTS FOR LUMINAIRES ARE TO THE BOTTOM OF THE LUMINAIRE 
UNLESS NOTED OTHERWISE.

G. LUMINAIRES IN CRAWLSPACE SHALL BE MOUNTED BELOW STRUCTURE CLEAR OF 
BEAMS, MECHANICAL DUCTWORK AND PIPING.

GENERAL NOTES

N

Scale:

Drawn By:

Date:

Drawing

Project

Rev. No. Date Revision Notes

This drawing must not be scaled. The
contractors shall verify all dimensions and
other data on site prior to commencement of
work. Discrepancies, errors, and omissions
are to be reported to Public City Architecture Inc.
prior to proceeding with the Work.

Drawings and specifications as instruments of
service are the property of Public City Architecture
Inc.; the copyright in the same being reserved.

No reproduction or revision to these drawings
may be made without the permission of Public
City Architecture Inc., and when made, must bear
their name. All prints to be returned to Public City
Architecture Inc. upon request.

Review By:

Tender No:

Sheet:

11/06/19

As indicated

EL2.1-R2

JA MP

ST. JAMES CIVIC CENTRE

LEVEL 1 RENOVATION -
LIGHTING PLAN

1176-2019

3/32" = 1'-0" EL2.1-R2

1LEVEL 1 - LIGHTING RENOVATION

KEY NOTES
1 7' ABOVE LANDING.
2 PROVIDE CONDUIT PATHWAY STUBBED OUT IN CEILING FOR FUTURE

DISPLAY CASE LIGHTING
3 LIGHTING IN AUDITORIUM TO REMAIN.
4 LIGHTING IN POOL TO REMAIN.
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	Addendum No. 3ME
	1. Drawings:
	.1 MY2.4 – Level 1 Renovation – Hydronic Plan
	.1 Refer to attached sheet MY2.4-R1 for revisions to hydronic piping.

	.2 M7.1 – HVAC Schedules
	.1 Refer to attached sheet M7.1-R2 for revisions to HVAC schedules.

	.3 M7.2 – Hydronic Schedules
	.1 Refer to attached sheet M7.2-R2 for revisions to Hydronic schedules.


	2. Specifications:
	.1 Section 23 82 00 2.3 – Cabinet Unit Heaters shall be ignored.
	.2 Section 23 82 00 2.1 – Finned Tube Radiation
	.1 Finned Tube Model basis of design shall be Zehnder Rittling SBG5
	.1 Capacity: 512 btu/h/ft.
	.2 Element lengths shall be as indicated on plans.

	.2 Other acceptable manufacturers include:
	.1 Engineered Air
	.2 Vulcan


	.3 Section 23 82 00 2.5 – Hydronic Radiant Panels
	.1 Hydronic Radiant Panels basis of design shall be TWA L-37-C
	.1 Size: 24” width, length as per plans,
	.2 Design: 4 pass, mean temperature 145F
	.3 Capacity: 288 btu/h/ft.

	.2 Other Acceptable Manufacturers include:
	.1 Rittling-Zehnder



	1. Drawings:
	.1 Revise Sheet EL2.1 – Level 1 Renovation – Lighting Plan as attached.
	.2 Revise Sheet E6.1 – Electrical Schedules as attached.
	.3 Revise Sheet EP2.2 – Level 2 Renovation – Power Plan as attached.
	.4 Revise Sheet E5.3 – Electrical Single Line Diagram – Reno 2 of 2 as attached.
	.5 Revise Sheet E6.2 – Electrical Schedules as attached.
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