
1 Admin Building North 281.34 Y Level 2

2 Admin Building South 155.64 Y Level 2

3 Lab Building  537.24 Y Level 2 Very soft roof

4 Lunch Room Building  148.25 Y Level 2

5 Main Pump Well Building 709.59 Y Level 2 Very soft roof

6 Head Tank Building 29.31 Y Level 2 Recent repairs made in 2019

7 Admin Building Garage 196.26 N Level 2 Need Ladder to access roof

8 Grit Building 2594.55 Y Level 2

9 Grit Electrical Building  122.01 Y Level 2

10 Primary Clarifier 1 Walkway 109.65 Y Level 2

11 Primary Clarifier 2 Walkway 124.15 Y Level 2 Roof has a leak

12 Primary Clarifier 3 Walkway 127.45 Y Level 2

13 Primary Center Ring Building 159.12 Y Leve 2

14 Primary Garage Building  259.07 Y Level 2

15 Primary Clarifier 4 Building  1901.28 Y Level 2

16 Primary Clarifier 5 Building  1851.98 Y Level 2

17 Primary Clarifier 5 North East Access Building  14.77 N Level 2 Need ladder to access roof

18 Secondary Clarifiers 1‐6 Building  4549.19 Y Level 2

19 Secondary Clarifiers 11‐26 Building  12662.29 Y Level 2

20 Secondary Clarifier Fan House Building 378.55 Y Level 2

21 Secondary Clarifier Gym Building  78.55 Y Level 2

22
Secondary Clarifiers 11‐26 Junction Chamber 

Building
89.43 Y Level 2

23 Secondary Maintenance Shop Building  1295.54 Y Level 2 Very soft roof

24 Secondary Clarifiers 7‐10 Building  3069.29 Y Level 2

25 Reactor Train 1 2811.24 Y Level 2

26 Reactor Train 2  2487.93 Y Level 2

27 Reactor Train 3  2351.26 Y Level 2

28 Reactor Oil Storage Building  44.93 N Level 2 Need Ladder to access roof

29 Reactor Building  261.8 Y Level 2
Leak in electrical room ‐ repairs by City in 

2020.

30 SBR Exhaust Fan Building  88.36 Y Level 2

31 SBR Blower Building  289.55 Y Level 2

32 SBR Tank 1  1170.11 Y Level 2

33 SBR Tank 2  1059.71 Y Level 2

34 Methanol Unloading Shed 27.99 N Level 2 Need Ladder to access roof

35 Digester West Oil Storage Building  54.98 N Level 2 Need Ladder to access roof

36 Digester West Gas Room Building  259.01 Y Level 2

37 Digester 9  890.56 Y Level 3

38 Digester 10  950.76 Y Level 3

39 Digester 11  974.16 Y Level 3 Roof repairs 2019

40 Digester 12  948.62 Y Level 3

41 Digester 13  971.58 Y Level 3

42 Digester 14  955.48 Y Level 3

43 Digester Gallery 6  547.99 Y Level 3

44 Digester Gallery 5  624.64 Y Level 3

45 Digester Gallery 4  231.28 Y Level 2

46 Digester Gallery 3  194.93 Y Level 3

47 Digester Gallery 2  234.14 Y Level 2

48 Digester Gallery 1  403.27 Y Level 2

49 Digester Gallery 1 Building 50.09 N Level 2 Need ladder to access roof

50 Digester Gallery 2 Building 24.76 N Level 2 Need ladder to access roof

51 Digester Gallery 3 Building 76.1 N Level 2 Need ladder to access roof

52 Digester Gallery 5 Building  39.87 N Level 2 Need ladder to access roof

53 Digester Gallery 2 Building 24.76 N Level 2 Need ladder to access roof

54 Digester Gallery 1 Building 50.09 N Level 2 Need ladder to access roof

55 Sludge Holding Tank 1  302.02 Y Level 2

56 Sludge Holding Tank 2 301.31 Y Level 2

57 Sludge Holding Tank 3  298.75 Y Level 2
Liner membrane has come away from the 

wall causing water infiltration

58 Sludge Holding Tank 4  305.01 Y Level 2

59 Sludge Holding Tank 5 500.61 Y Level 2

60 Sludge Holding Tank 6 568.55 Y Level 2
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61 Sludge Holding Tank 7  513.21 Y Level 2

62 Sludge Holding Tank 8  508.83 Y Level 2

63 Boiler Building South West Stack 4.83 N Level 2 Need ladder to access roof

64 Boiler Oil Storage Building 90.44 Y Level 2

65 Boiler 5 Building  118.03 Y Level 2

66 Boiler 1‐4 Building  337.75 Y Level 2

67 Boiler Building Basement Drive in Entrance 26.9 Y Level 2

68 P‐Removal Chemical Storage Building  98.96 Y Level 2

69
P‐Removal Rail Car Building 

172.47 N Level 2 Need ladder or zoom boom to access roof

70 Dewatering Truck Bay Building 468.55 Y Level 2

71 Dewatering Centrifuge Building  708.31 Y Level 2
Wall membrane and flashing repairs May 

2019

72 Dewatering Control Room Building 254.48 Y Level 2

73 Hauled Wastewater Building #1  15.47 Y Level 2

74 Hauled Wastewater Building #2  18.67 Y Level 2

75 Leachate Building Roof 17.72 N Level 2

76 UV Process Building 315.81 Y Level 2 Minor roof repairs June 2019

77 UV Control Building 167.16 Y Level 2

78 UV Pump Building 87.66 Y Level 2 Repairs are needed on south side

79 Effluent Sampling Building  16.93 N Level 2 Need Ladder to access roof

80 Old sample shed 7.33 N Level 2 Need Ladder to access roof  

81 Burner Building  48.77 Y Level 2

Total Approximate Square Meters 56,818.98
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NEWPCC ADMIN BUILDING NORTH - AREA 1

tturzak
Line



NEWPCC ADMIN BUILDING SOUTH - AREA 2



NEWPCC LAB BUILDING - AREA 3



NEWPCC LUNCH ROOM BUILDING - 
AREA 4



NEWPCC MAIN PUMP WELL BUILDING - AREA 5
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NEWPCC HEAD TANK BUIDING - AREA 6
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NEWPCC ADMIN BUILDING GARARGE - AREA 7

tturzak
Line



NEWPCC GRIT BUILDING - AREA 8



NEWPCC GRIT ELECTRICAL BUILDING - AREA 9



NEWPCC PRIMARY CLARIFIER 
2 WALKWAY - AREA 11



NEWPCC PRIMARY CLARIFIER 3 
WALKWAY - AREA 12



NEWPCC PRIMARY CENTER RING BUILDING - AREA 13



NEWPCC PRIMARY GARAGE BUILDING - AREA 14



NEWPCC PRIMARY CLARIFIER 4 
BUIDLING - AREA 15

NEWPCC PRIMARY 
CLARIFIER 5 BUIDLING - 
AREA 16
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NEWPCC PRIMARY CLARIFIER #5 
NORTH EAST ACCESS BUILDING - 
AREA 17

NEWPCC PRIMARY CLARIFIER
5 BUILDING - AREA 16
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NEWPCC SECONDARY CLARIFIERS 1-6 
BUILDING - AREA 18
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NEWPCC SECONDARY CLARIFIERS 11 -26 
BUILDING - AREA 19 
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NEWPCC  SECONDARY CLARIFIER GYM 
BUILDING  - AREA 20



NEWPCC SECONDARY MAINTENANCE 
SHOP BUILDING - AREA 23



NEWPCC SECONDARY CLARIFIERS 7-10 
BUILDING - AREA 24



NEWPCC REACTOR 
TRAIN 1 - AREA 25

NEWPCC REACTOR 
TRAIN 2 - AREA 26
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NEWPCC REATOR BUILDING - 
AREA 29
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NEWPCC SBR TANK 1 - 
AREA 32 NEWPCC SBR TANK 2 - 

AREA 33

NEWPCC SBR EXHAUST 
FAN BUILDING - AREA 30
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NEWPCC SBR BLOWER BUILDING 
- AREA 31
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NEWPCC METHANOL UNLOADING SHED - AREA 34
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NEWPCC DIGESTER WEST OIL 
STORAGE BUILDING - AREA 35
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NEWPCC DIGESTER WEST GAS ROOM BUILDING - 
AREA 36
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NEWPCC DIGESTER 10 - AREA 38

NEWPCC DIGESTER GALLERY 4 
- AREA 45

NEWPCC SLUDGE HOLDING 
TANK 1 - AREA 55

NEWPCC SLUDGE 
HOLDING TANK 2 - AREA 56
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NEWPCC DIGESTER 11 - AREA 39 

NEWPCC DIGESTER GALLERY 5 - AREA 44
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NEWPCC DIGESTER 14 - AREA 42

NEWPCC DIGESTER GALLERY 6 
- AREA 43

NEWPCC DIGESTER 12 - AREA 40
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NEWPCC DIGESTER 13 - AREA 41



NEWPCC DIGESTER GALLERY 1  
BUILDING - AREA 49
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NEWPCC DIGESTER GALLERY 3 BUILDING - AREA 51
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NEWPCC DIGESTER GALLERY 5 BUILDING - AREA 52
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NEWPCC SLUDGE HOLDING 
TANK 4 - AREA 58

NEWPCC SLUDGE 
HOLDING TANK 6 - 
AREA 60



NEWPCC BOILER 1-4 BUILDING - AREA 66

NEWPCC BOILER BUILDING 
SOUTH WEST STACK - AREA 63

NEWPCC BOILER OIL STORAGE
BUILDING - AREA 64

NEWPCC BOILER 5
BUILDING - AREA 65
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NEWPCC BOILER 1-4 BUILDING - AREA 66
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NEWPCC BOILER BUILDING 
BASEMENT DRIVE IN ENTRANCE - 
AREA 67
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NEWPCC P-REMOVAL CHEMICAL 
STORAGE BUILDING - AREA 68
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NEWPCC P-REMOVAL RAIL CAR 
BUILDING - AREA 69
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NEWPCC TRUCK BAY BUILDING  - AREA 70



NEWPCC DEWATERING 
CENTRIFUGE BUILDING - AREA 71



NEWPCC DEWATERING CONTROL 
ROOM BUILDING - AREA 72



NEWPCC HAULED 
WASTEWATER BUILDING 1 
- AREA 73

NEWPCC HAULED 
WASTEWATER BUILDING 2 - 
AREA 74

NEWPCC LEACHATE BUILDING - AREA 75

tturzak
Line

tturzak
Line

tturzak
Line



NEWPCC UV PROCESS BUILDING - AREA 76

NEWPCC EFFLUENT SAMPLING 
BUILDING - AREA 79
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NEWPCC UV CONTROL BUILDING - AREA 77



NEWPCC UV PUMP 
BUILDING  - AREA 78



NEWPCC BURNER BUILDING - AREA 81

tturzak
Line
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