
SEWPCC 

Roof Area
SEWPCC Roof Location Description

Approx. Gross Area 

(sq. m)

Roof Access 

(Y/N)

Condition 

Assessment Level
Comments

1 Admin Building West  294.98 N Level 2 Need ladder to access roof

2 Admin Building Walkway to Grit Building 14.51 N Level 2 Need ladder to access roof

3 Admin Building North East  89.49 N Level 2 Roof has leaks, Need ladder to access roof

4 Admin Building South East 50.4 N Level 2 Need ladder to access roof

5 Admin Building Canopy  33.56 N Level 2 Need ladder to access roof

6 Pumps & Screen Building  662.87 Y Level 2

7 Pumps & Screen Building Penthouse 136.65 N Level 2 Need ladder to access roof

8 Grit Building  358.21 Y Level 2

9 Gallery from Grit & Service Building to Primary Buildings 140.22 Y Level 2

10 Maintenance Service Building 616.44 Y Level 2

11 Generator Building  118.15 N Level 2 Need ladder to access roof

12 Oil Storage Building  95.15 Y Level 2

13 Primary Clarifier 1 and 2 Building  1472.91 Y Level 2 Roof Leaks, roof drain leaks

14 Primary Clarifier 1&2 Exhaust Building 246.06 N Level 2 Need ladder to access roof

15 Primary Clarifier 3 Building  1473.08 Y Level 2 Roof drain leak  

16 Primary Clarifier 3 Penthouse Building  111.36 N Level 2 Need ladder to access roof

17 Primary Clarifier 3 Exhaust Fan Building  27.19 N Level 2 Need ladder to access roof

18 Primary Sludge Fermenters Building 888.6 Y Level 2

19 Junction Chamber Building  76.35 N Level 2 Need ladder to access roof

20 Biofilters Building 998.35 Y Level 2

21 RDT North Building (formerly air compressor room) 198.41 Y Level 2

22 RDT South Building (formerly skid room) 422.37 Y Level 2

23 Sludge Truck Loading Bay Building  362.8 Y Level 2

24 Secondary Clarifier 1 HVAC Building 136.01 Y Level 2

25 Secondary Clarifier 1 Building 1204.43 Y Level 2 Roof drain leak, some soft spots

26 Secondary Clarifier 2 Building  1159.73 Y Level 2 Roof drain leak, some soft spots

27 Secondary Clarifier 2 Exhaust Fan Building  99.6 Y Level 2

28 Stairwell Between Secondary Clarifier 2 and 3  53.93 Y Level 2

29 Secondary Clarifier 3 Building  2359.26 Y Level 2

30 Secondary Clarifier 3 Exhaust Fan Building 158.57 Y Level 2

31 Secondary Clarifiers 4&5 Access Building 106.73 Y Level 1 New Construction

32 Gallery From Secondary Clarifiers to UV Disinfection Building 256.32 Y Level 1 New Construction

33 UV Disinfection Building 256.66 N Level 2 Need ladder to access roof

34 Outfall Sampling Building 43.42 N Level 2 Need ladder to access roof

35 RV Septage Facility  7.49 N Level 2 Need ladder to access roof

36 High Rate Clarification (HRC) Building  1185.64 Y Level 1 New Construction

37 Chemical/Electrical Building  2000.00 Y Level 1 New Construction

38 Grit & Screenings Building 400.00 Y Level 1 New Construction

39 Blower Building  853.14 Y Level 1 New Construction

40 Bioreactor Deck 3980.81 Y Level 1 New Construction

Total Approximate Square Meters 23,149.85

Appendix B ‐ SEWPCC Roof Area Descriptions







































SEWPCC ADMIN BUILDING 
WEST  - AREA 1



SEWPCC ADMIN 
BUILDING WALKWAY TO 
GRIT BUILDING  AREA 2
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SEWPCC ADMIN BUILDING 
NORTH EAST - AREA 3

SEWPCC ADMIN BUILDING SOUTH 
EAST - AREA 4



SEWPCC ADMIN BUIDING 
CANOPY - AREA 5
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SEWPCC PUMPS & SCREEN 
BUILDING - AREA 6



SEWPCC PUMPS & SCREEN 
BUILDING PENTHOUSE 
AREA 7



SEWPCC GRIT 
BUILDING  - AREA 8



SEWPCC GALLERY FROM GRIT & 
SERVICE BUILDING TO PRIMARY 
BUILDINGS - AREA 9



SEWPCC MAINTENANCE 
SERVICE BUILDING - AREA 10



SEWPCC GENERATOR 
BUILDING  - AREA 11
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SEWPCC OIL STORAGE BUILDING  - AREA 12
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SEWPCC PRIMARY CLARIFIER 1 AND 2 
BUILDING  - AREA 13



SEWPCC PRIMARY CLARIFIER 
1&2 EXHAUST BUILDING  - 
AREA 14 
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SEWPCC  PRIMARY CLARIFIER 3 
BUILDING  - AREA 15
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SEWPCC PRIMARY CLARIFIER 3 
PENTHOUSE BUILDING - AREA 16
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SEWPCC PRIMARY 
CLARIFIER 3 EXHAUST FAN  
BUILDING - AREA 17
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SEWPCC PRIMARY SLUDGE 
FERMENTERS BUILDING - AREA 18

SEWPCC BIOFILTERS 
BUILDING - AREA 20

SEWPCC JUNCTION CHAMBER 
BUILDING  - AREA 19
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SEWPCC RDT NORTH 
BUILDING  - AREA 21
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SEWPCC RDT SOUTH BUILDING   - AREA 22
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SEWPCC SLUDGE TRUCK 
LOADING BAY BUILDING - AREA 23
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SEWPCC SECONDARY CLARIFIER 1 HVAC 
BUILDING  - AREA 24
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SEWPCC SECONDARY CLARIFIER 1 
BUILDING  - AREA 25
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SEWPCC SECONDARY CLARIFIER 2 
BUILDING - AREA 26

SEWPCC SECONDARY CLARIFIER 2 
EXHAUST FAN BUILDING - AREA 27
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SEWPCC  STAIRWELL BETWEEN SECONDARY 
CLARIFIER 2 AND 3 - AREA 28
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SEWPCC SECONDARY CLARIFIER 3 
BUILDING - AREA 29
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SEWPCC SECONDARY CLARIFIERS 
4&5 ACCESS BUILDING - AREA 31
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SEWPCC UV DISENFECTION 
BUILDING - AREA 33

SEWPCC OUTFALL SAMPLING 
BUILDING - AREA 34

SEWPCC GALLERY FROM 
SECONDARY CLARIFIERS 
TO UV DISENFECTION  
BUILDING - AREA 32
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SEWPCC RV SEPTAGE 
FACILITY - AREA 35
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SEWPCC CHEMICAL /ELECTRICAL 
BUILDING  - AREA 37

SEWPCC HRC 
BUILIDING  AREA 36
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SEWPCC GRIT AND SCREENINGS 
BUILDING - AREA 38
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SEWPCC BLOWER BUILDING - AREA 39 SEWPCC BIOREACTOR 
DECK - AREA 40
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