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PART E – SPECIFICATIONS 

Replace: 494-2019_NMS_Specification with Addendum_01_494-2019_NMS_Specificiation

Clarification of E3.2: The existing condensate tanks/pumps include 1 condensate tank and 2 associated 
pumps in the boiler room, and 1 condensate tank and 1 associated pump, in the north-
west corner of the carpenter shop.  

Clarification of E4.3: The new condensate tanks/pumps include 1 condensate tank and 2 associated pumps in 
the boiler room, and 1 condensate tank and 1 associated pump in the north-west corner 
of the carpenter shop. The new condensate tanks and pumps shall be the same size and 
capacity as existing. 

Add: E4.9 Replace the two (2) 6” existing steam isolation valves and associated piping with new in 
the boiler room. Piping from the valves to the boiler shall be new. 
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