
NOTES:

PLT.

1. Air/soap test after welding: 10 kPa mm.; 35 kPa max.
— ALTERNATE: Dye penetrant test.
— RETEST MANHOLE WELDS AFTER INSTALLED IN TANK.

2. Bolt cover and flange prior to storage with 2 bolts only.
6. Install in tank — Remove protective cover from surface before installing gasket

7. Est. Weight: 150 KGS (330 LBS)

All dimensions are in SI Units (millimeters) unless

otherwise specified. Brackets fl = Imperial measure.
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INSTALLATION DETAIL

MK PART NO. QTY. SIZE DESCRIP11ON MATL
1 — 1 SEE DWG: 20283—MRP FLANGE RING SS316L
2 533158 1 9.5 PLT. x 270 W. x 1915 LG. COLLAR SS316L

ROLL TO 600 l.D.
3 — 1 SEE DWG: 20283—MRP COVER SS316L
4 026227—GSK2 REF. SEE DWG: 20284—GSK GASKET — RING V1TON

— 2 SEE DWG: 20283—HDL HANDLE SS316L
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