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PART E – SPECIFICATIONS 

Revise: E11.6.2 to read: Materials 

(a) Base course shall be Granular C as per current CW 3110, the Drawings, and this
Specification.

(i) Notwithstanding current CW 3110 Section 1.2 Clause 1.2.7, Granular A,
Granular B, and recycled aggregates or materials will not be accepted for
Compacted Granular Pathways.

(b) Topping Material shall be per the Drawings and this Specification.

(i) Recycled aggregates or materials will not be accepted for Compacted Granular
Pathways.

Table 1.0 Base Course & Topping Material Grading Requirements 
CANADIAN METRIC 

SIEVE SIZE 
Percent of Total Dry Weight Passing Each Sieve 

6 mm (1.4”) 
Topping Material

20 mm (3/4”) 
Base Course 

50 mm (2”) Base 
Course 

50 000 -- -- 100% 
25 000 -- -- -- 
20 000 -- 100% -- 
10 000 100% -- -- 

5 000 65% - 100% 40% - 70% 25% - 60% 
2 500 40% - 75% 25% - 60% -- 
 1 250 35% - 65% -- -- 

630 19% - 36% -- -- 
315 14% - 28% 8% - 25% -- 
160 12% - 24% -- -- 

80 10% - 25% 6% - 17% 4% - 15% 
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