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PART E – SPECIFICATIONS 

Revise: E1.27.8 to read:  Remove and discard all old non-used roof top equipment.  Remove ducting to a level 
below the existing decking. Secure ducting below roof level with 18g strapping adhered to 
the existing decking and screwed to interior of abandoned ducting. Cap off all electrical. 
Install metal decking patch over old openings. Confirm any removals with the Contract 
Administrator 

Delete: E1.27.4 

Delete: E1.27.38  

 

QUESTIONS AND ANSWERS 

Q1: Will rooftop shut off panels be added to the RTU units on roofs A1 and A2 during this replacement? 

 A1: The addition of shut off panels is not being considered at this time. 
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