
GROUNDS & MAINTENANCE
EQUIP. STORAGE GARAGE

M-37

POOL
DECK
M-21

 

 
VEST.
M-22

MEN
SAUNA

M-24

WOMEN
CHANGE RM.

M-07

 
CORR.
M-19

 
LAV
M-08

 
CORR.
M-10

MEN

 
LAV
M-18

 
JAN.
M-20

 
LAV.
M-06

 
CORR.
M-05

 
CORR.
M-04

 SPECIALTY 
CHANGE
 ROOMS

 
STAFF

FIRST-AID 

 
LAV.
M-48

 
CORRIDOR

M-46

 
DRESS

M-56

CLUB
STOR.
M-39

COACH
OFFICE

M-41

LIFE SAVING &
PRGRM. EQUIP.STOR.

M-40

CORR.
M-42

CHLORINE
RM.
M-41

EXERCISE
RM.
M-43

POOL
SUPER.

M-44 PROGRM.
RM.
M-45 MEN STAFF

LOCKERS
M-47

 
LAV.
M-51

WOMEN .STAFF
LOCKERS

M-50

 
CORRIDOR

M-54

 
CORRIDOR

M-61

OFFICE
M-53

 
STOR.
M-57

CLUB
RM. 4
M-55

CLUB
RM. 3
M-55

 
LAV.
M-58

 
W. SHWR.

M-60

 
M. SHWR.

M-63  
LAV.
M-64

 
STOR.
M-67  

DRESS
M-69

CLUB
RM. 2
M-68

 
STOR.
M-70

 
CORRIDOR

M-61

OFFICE

 
1

 
3

 
2

 
4 SPECIALTY 

W/R

WOMEN
SHOWER

 DRESSING

CU CU CU

HANDI-CAP
AREA  

STAIR #4
 

 
STAIR #6

 

DW
G_

224
-20

22_
DR

AW
ING

_M
05

ME
CH

AN
ICA

L -
 MA

IN 
FL

OO
R P

LA
N -

 HV
AC

M05

MAIN FLOOR PLAN - HVAC
MECHANICAL

ML PSS BP PSS

20.08.18

Winnipeg

DRAWING SHEET SIZE: A1 (841mm x 594mm) PLOT 1:1

NOTES:

THESE DRAWINGS SHALL NOT BE SCALED.

THE CONTRACTOR SHALL VISIT THE SITE AND SATISFY ONESELF ALL DIMENSIONS, DATUM,
AND DETAILED INFORMATION SHOWN ARE CORRECT.

THE CONTRACTOR IS TO REVIEW AND COORDINATE ALL ARCHITECTURAL,  MECHANICAL,
ELECTRICAL AND STRUCTURAL DRAWINGS FOR  ADDITIONAL OPENINGS THROUGH FLOORS,
WALLS, AND CEILINGS FOR DUCT, PIPE & ELECTRICAL RISERS AND ALL OPENINGS NOT
SHOWN ON DRAWINGS.

ALL OPENINGS THROUGH THE FIRE SEPARATIONS AS A RESULT OF THE WORK OF THIS
CONTRACT ARE TO BE FIRE STOPPED AND SEALED WITH ULC APPROVED FIRE STOPPING
TO MAINTAIN THE INTEGRITY OF THE FIRE SEPARATION, AND PROVIDE AND SMOKE-TIGHT
BARRIER. 

ALL PRODUCTS AND MATERIALS TO BE USED AND INSTALLED SHALL CONFORM WITH
MANUFACTURER'S SPECIFICATIONS & APPLICABLE CODES.

THE CONTRACTOR SHALL BE  RESPONSIBLE TO PATCH AND MAKE GOOD ALL EXISTING
CONSTRUCTION AFFECTED BY THE REMOVAL OF ALL ITEMS FORMING THE PART OF THE
RENOVATION WORK.

WHERE NEW FLOORING AND BASE IS TO BE INSTALLED IN EXISTING AREAS (REFER TO
FLOOR PLAN AND ROOM SCHEDULE) THE EXISTING FLOORING SURFACE AND BASE MUST
BE REMOVED, UNLESS OTHERWISE NOTED. ALL FLOOR SURFACES SHALL BE PREPARED IN
ACCORDANCE TO MANUFACTURER'S RECOMMENDATIONS FOR INSTALLATION OF NEW
FLOOR.

WHERE PAINTING OF EXISTING WALLS IS INDICATED ON THE ROOM SCHEDULE, THESE
WALLS MUST BE CLEANED OF ANY EXISTING WALL COVERING, PATCHED & PREPARED TO
ACCEPT NEW MATERIAL, UNLESS OTHERWISE NOTED.
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LEGEND:

GENERAL NOTES:
1. PERFORM WORK IN ACCORDANCE WITH ALL APPLICABLE CODES AND

REGULATIONS.

2. EQUIPMENT LOCATIONS, DUCT, AND PIPE ROUTING INDICATED ON THE DRAWINGS
IS APPROXIMATE ONLY. CONFIRM IN THE FIELD. REROUTE DUCTWORK AND PIPING
AS REQUIRED TO ELIMINATE FIELD INTERFERENCES. WITH BUILDING
STRUCTURES, ELECTRICAL, ETC. CONFIRM CHANGES WITH CONTRACT
ADMINISTRATOR. COORDINATE WORK WITH ALL SUBTRADES. WHERE DIMENSIONS
ARE INDICATED FOR PIPING, DUCTWORK, DUCT SIZES, EQUIPMENT SIZES, ETC.
THESE ARE FOR BIDDING PURPOSES ONLY. THE CONTRACTOR IS RESPONSIBLE
TO VERIFY ALL DIMENSIONS IN THE FIELD PRIOR TO ORDERING EQUIPMENT AND
COMMENCING INSTALLATION WITHOUT EXTRA CHARGES TO THE PROJECT. THE
CONTRACTOR IS RESPONSIBLE TO ENSURE ALL EQUIPMENT, DUCTWORK, AND
PIPING FITS IN THE SPACE AVAILABLE AND TO MAINTAIN THE GENERAL DESIGN
INTENT FOR THE SYSTEMS.

3. CONFORM TO SMACNA STANDARDS FOR SUPPLY AND  INSTALLATION OF
DUCTWORK.

4. SEAL ALL WALL PENETRATIONS AND DUCTWORK WATER  AND AIR TIGHT.

5. PROVIDE ALL WALL PENETRATIONS. PENETRATIONS  THROUGH FIRE RATED
WALLS SHALL BE FIRE SEALED.

EXISTING  EQUIPMENT / PIPING / DUCTWORK

MAIN FLOOR PLAN - HVAC
SCALE: 1:100
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NEW EQUIPMENT / DUCTWORK

KEYNOTES:
1 REPLACE EXISTING FIRE DAMPERS. MODIFY EXISTING

DUCTWORK TO SUIT. PROVIDE NEW FIRE DAMPER ACCESS

DOORS IN BASEMENT. REFER TO DETAIL F IN DRAWING M07 (TYP.)
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