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NOTES:

1. DISCONNECT EXISTING MAIN UNDERGROUND FEEDER.

FEEDER RUNS UNDER RAMP AND SHALL BE ABANDONED.

2. EXISTING MAIN DISTRIBUTION SHALL REMAIN IN EXISTING

ELECTRICAL ROOM IN THE BASEMENT AND SHALL BE

RE-LABELLED AS SD-1.

3. DISCONNECT AND REMOVE EXISTING CONDENSING UNIT

IN THIS LOCATION.

4. DISCONNECT EXISTING CONDENSING UNIT AT THIS

LOCATION AND RELOCATE TO NEW LOCATION SHOWN.

WIRE AND CONNECT TO EXSTING BREAKER.

NEW TRANSFORMER
TR-1 6

NEW UNDERGROUNG

SECONDARY FEEDERS
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Drawings and specifications, as instruments of service are the property of the architects, the
copyright in the same being reserved to them.  No reproduction may be made without the
permission of the architects, and when made, must bear their names.  All prints to be
returned.

The contractor is to verify dimensions and data noted herein with conditions on the site and
is held responsible for reporting any discrepancy to the architects for adjustment.
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