
EXISTING EM PANEL

NOTES:

1. EXISTING MD-1 SHALL REMAIN AND BE MAINTAINED AND BE

RENAMED TO SD-1.

2. PROVIDE NEW FEEDER TO EXISTING DISTRIBUTION FROM NEW

TRANSFORMER TR-1 ON MAIN FLOOR.

3. EXISTING SECURITY AND FIRE ALARM CONTROL IN BOTTOM OF

PANEL SHALL REMAIN.

4. PROVIDE 120V CIRCUIT FOR OWNER SUPPLIED BOSH SYSTEM.

COORDITE LOCATION ON SITE.

5. REPLACE EXISTING HORN WITH NEW HORN STROBE. WIRE AND

CONNECT TO FIRE ALARM PANEL.

6. PROVIDE NEW STROBE. WIRE AND CONNECT TO NEW FIRE

ALARM PANEL.

7. PROVIDE NEW CO DETECTOR C/W SOUNDER BASE. WIRE AND

CONNECT TO NEW FIRE ALARM PANEL.

8. PROVIDE NEW SELF CONTAINED EXIST SIGN. WIRE AND

CONNECT TO EXISTING EXIT LIGHTING CIRCUIT IN THE AREA.

9. PROVIDE POWER FOR HEAT TRACING. REFER TO MECHANICAL

DRAWINGS FOR REQUIREMENTS. EC SHALL WIRE AND

CONNECT ALL CONTROLS.

POWER FOR
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EXISTING SD-1 (MD-1)

KOHLER TRANSFER SWITCH

PANEL B

PANEL C

LIGHTING
CONTROL PANEL

PANEL Ds
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RUN NEW FEED IN RATED SHAFT REFER TO ACHITECTURAL

NEW
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