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NOTES:

1. DISCONNECT EXISTING MECHANICAL EQUIPMENT AND

REMOVE ALL EXISTING WIRING AND CONDUIT.

2. EXISTING DEVICES IN BASEMENT TO REMAIN AND BE

MAINTAINED.

3. REPLACE EXISTING EXIT SIGN WITH NEW RUNNING MAN EXIT

SIGN.

4. DISCONNECT EXISTING METER.

5. EXISTING DISTRIBUTION MD-1 SHALL BE RELABELLED SD-1

AND SHALL BE FED FROM NEW TRANSFORMER.

6. MECHANICAL CONTROL AND SECURITY CONTROL SHARE A

CABINET. EXISTING CONTROLS FOR SAME SHALL REMAIN IN

CABINET AND  BE MAINTAINED.

7. DISCONNECT ANY ELECTRICAL FOR CONTROL PANEL FOR

EXISTING BOILERS BEING REMOVED AND RE-USE THE

EXISTING CIRCUIT TO FEED NEW BOILER CONTROLS.

8. EXISTING FIRE ALARM CONTROL PANEL SHALL BE REPLACED

WITH NEW. PROVIDE NEW ANNUNCIATOR IN VEST. SEE NEW

WORK.
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