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NOTES:

1. DISCONNECT AND REMVOE EXISTING ELECTRICAL DEVICE AND

ALL ASSOCIATED WIRE AND CONDUIT BACK TO SOURCE.

2. EXISTING DEVICE SHALL REMAIN AND BE MAINTAINED.

3. DISCONNECT AND RELOCATE EXISTING SPEAKER AND REMOVE

ALL EXISTING WIRE AND CONDUIT. SEE NEW WORK.

4. DISCONNECT AND RELOCATE EXISTING FIRE ALARM DEVICE

AND REMOVE ALL EXISTING WIRE AND CONDUIT. SEE NEW

WORK.

5. DISCONNECT EXISTING MECHANICAL EQUIPMENT AND REMOVE

ALL EXISTING WIRE AND CONDUIT BACK TO SOURCE.

6. EXISTING DEVICES MOUNTED ALONG THE POOL ARE MOUNTED

UP AT A HIGH LEVEL AND SHALL BE MAINTAINED UNLESS NOTED

OTHEREWISE.

7. DISCONNECT EXISTING SAUNA EQUIPMENT.

8. DISCONNECT AND REMOVE EXISTING PANEL A. BRANCH

CIRCUIT SHALL BE RELOCATED TO NEW PANEL A LOCATION.

SEE NEW WORK.

9. RELOCATE PANEL EM THAT IS PRESENTLY BEING USED AS A

JUNCTION BOX AND RELOCATE CONTROLS UP INTO CEILING

SPACE.

10. EXISTING PANEL PA SHALL BE RELOCATED TO NEW LOCATION.

EXTEND WIRING. SEE NEW WORK.

11. EXISTING DROWNING ALARM PANEL SHALL BE RELOCATED. SEE

NEW WORK.

12. EXISTING LIGHTING CONTROL PANEL SHALL BE RELOCATED.

EXTEND WIRING TO SUIT. SEE NEW WORK.

13. EXISTING  MASTER CLOCK SYSTEM SHALL BE RELOCATED.

EXTEND EXISTING WIRING. SEE NEW WORK.

14. RELOCATE EXHAUST FAN CONTROLS TO NEW PANEL A

LOCATION.

15. DISCONNECT AND REMOVE EXISTING NETWORK 8000 PANEL

C/W ALL ASSOCIATED WIRING AND CONDUIT.

16. REMOVE TELEPHONE OUTLET ONCE PAYPHONE HAS BEEN

REMOVED.

17. RELOCATE CONDUIT AND OUTLET BOXES FOR DROWNING

ALARM ON POOL SIDE TO ACCOMMODATE NEW FURRED OUT

WALL.

18. DISCONNECT EXISTING CUH AND RECONNECT NEW ONE IN

SAME LOCATION.

19. DISCONNECT EXISTING AC UNIT AND RECONNECT NEW ONE IN

SAME LOCATION.

20. DISCONNECT EXISTING SUPPLY FAN AND HEATING COIL AND

REMOVE ALL EXISTING WIRING AND CONDUIT.

21. SUPPLY AND INSTALL NEW FIRE ALARM ANNUCIATOR IN

EXISTING LOCATION.
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