
Page 1 of 1 
 

PART B – BIDDING PROCEDURES 

Revise: B2.1 to read: The Submission Deadline is 12:00 noon Winnipeg time, June 23, 2022 

QUESTIONS AND ANSWERS 

Q1: The AECOM notes in Appendix D (De Nora Shop Drawings) lead me to believe that the intention was to have 
an updated shop drawing set to be submitted by De Nora to be included in the Tender Package.  Can you 
please provide the updated drawing set showing control wiring as noted by JG on April 21? 

 A1: The Contractor shall submit revised De Nora shop drawings upon award of 345-2022. 

Q2: Could AECOM provide required cable sizes, rather than putting the onus on the contractor to do the 
calculations? 

 A2: Where cables sizes have been shown on the drawings, or will be provided by De Nora, these are 
minimum size requirements.  Cables shall be de-rated based on the contractor’s installation means and 
methods in accordance with Section 26 05 36, 2.1.1. 
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DEACON BOOSTER PUMPING STATION ULTRAVIOLET DISINFECTION 
SYSTEM UPGRADES  

 ISSUED: June 20, 2022  
BY: S. Alexander  

URGENT 
PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE 
BID/PROPOSAL 
 

TELEPHONE NO.  204-928-8328 
 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE BID/PROPOSAL AND SHALL FORM 
A PART OF THE CONTRACT DOCUMENTS 
Template Version: Add 2021-03-05 

 

 Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid/Proposal, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 10 of Form A: Bid/Proposal may render your Bid/Proposal non-responsive. 
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