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Photograph McP-1.1: McPhillips Tonner Room Looking North 
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Photograph McP-1.2: McPhillips Tonner Room Looking North West 
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Photograph McP-1.3: McPhillips Tonner Room Typical Floor Drain 
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Photograph McP-1.4: McPhillips Chlorinator Room Looking at Eductors 
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Photograph McP-1.5: McPhillips Chlorinator Room West Wall 
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Photograph McP-1.6: McPhillips Chlorine Building Ceiling 
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Photograph McP-1.7: McPhillips Chlorine Building 600V Motor Control Centres 
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Photograph McP-1.8: McPhillips Chlorine Building 120/208V Normal Power 
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Photograph McP-1.9: McPhillips Chlorine 120/208V Standby Power 
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Photographs McP-1.10, McP-1-11, and 
McP1-12: McPhillips MCP 
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Photographs HUR-1.1, HUR-1.2, HUR-1.3, and HUR-1.4: Hurst MCP 
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Photograph HUR-1.5: Hurst 600V Motor Control Centre 
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Photograph HUR-1.6: Hurst Tonner Room Looking East 
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Photograph HUR-1.7: Hurst Tonner Room Looking West 
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Photograph HUR-1.8: Hurst Tonner Chlorine Dosing Scales 
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Photograph HUR-1.9: Hurst Tonner Scale Area and Chlorinator Room Ventilation Ducts 
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Photograph HUR-1.10: Hurst Tonner Scale Area and Chlorinator Room Ventilation Ducts and Wall 
Penetrations 
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Photograph HUR-1.11: Hurst Chlorine Room Looking North 
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Photograph HUR-1.12: Hurst Chlorinators Room Looking South 
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Photograph MacL-1.1: MacLean Tonner Room Looking South 

  



The City of Winnipeg Appendix N 
RFP No. 467-2022 Page 12 of 20 
 
Template Version: eServices-RFP-Consulting20191201 

 

Photograph MacL-1.2: MacLean Tonner Room Chlorine Scales 
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Photograph MacL-1.3: MacLean Tonner Room Chlorine Scale Area Exhaust Air Ducts 
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Photograph MacL-1.4: MacLean Tonner Room Chlorine Scale Area Outside/Return Air Duct and Heater 
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Photograph MacL-1.5: MacLean Chlorinator Room Looking East 
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Photograph MacL-1.6: MacLean Chlorinator Room Outside/Return Air Duct and Heater 
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Photograph MacL-1.7: MacLean Chlorinator Room Looking South East 
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Photograph MacL-1.8: MacLean Mezzanine Level Below Ground Floor – Ventilation Air Riser Adjacent to 
Electrical Room 
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Photograph MacL-1.9: MacLean Mezzanine Level Below Tonner Room 
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Photograph MacL-1.10: MacLean Mezzanine Level Below Tonner Room 

 


