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120VAC FROM PNL-L75, CCT.5
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120V POWER FAIL ALARM

1. ALL 120VAC POWER WIRING TO BE A MINIMUM OF #12AWG UNLESS
OTHERWISE NOTED.

2. ALARM AND STATUS CONNECTIONS ARE SHOWN ON DRAWING
1-0241L-A0007-001 .

3. SHALL BE FAST BLOW FUSE, MAXIMUM OF 6.3A AS PER PLC
MANUFACTURER DISCRETE OUTPUT CARD SPECIFICATIONS.

4. SHALL BE FAST BLOW FUSE, MAXIMUM OF 0.5A AS PER PLC
MANUFACTURER DISCRETE INPUT CARD SPECIFICATIONS.

5. SHALL BE A 2A T FUSE, AS PER FLOW METER
MANUFACTURER SPECIFICATIONS.
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CONSTRUCTION OF A NEW WASTEWATER LIFT STATION - CENTREPORT SOUTH
REGIONAL WATER AND WASTEWATER SERVICING PHASE 1A (CONTRACT 1A)

AUTOMATION
POWER DISTRIBUTION SCHEMATIC

PLC CONTROL PANEL CP-L81
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