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CABLE SCHEDULE

TAG NAME FROM TO COND GAUGE TYPE SHIELDING BOND
GAUGE INSULATION CONDUIT NOTE

C-101 PANEL 'A' PNL-100 3C 1/0 TECK90 6 1000V

C-100 PNL-100 CP-100 3C 12 TECK90 14 1000V

CA-100-1A CP-100 JB-100-1 1PR 18 ACIC OVERALL 600V

C-100-2A CP-100 JB-100-2 3C 12 TECK90 14 1000V

CA-100-1B JB-100-1 LEVEL SENSOR VENDOR SUPPLIED

C-100-2B JB-100-2 SUMP PUMP VENDOR SUPPLIED

CA-200-1 JB-200-1 TS-200-1 2C 12 TECK90 14 1000V

C-200-1A PNL-100 JB-200-1 2C 12 TECK90 14 1000V

C-200-1B JB-200-1 JB-200-1A 8BTV1-CR 8W/FT
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Certificate of Authorization
AECOM Canada ULC

No. 4671
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