233.0 233.0 WATER SERVICE INFORMATION
SIZE (mm) | SIZE (mm)
MATERIAL | MATERIAL
ADDRESS (STREET) (PROP.) SHORT & LONG MEASUREMENT | CORP LOCATION REMARK
20 0.21 EEL HSE
232.0 | /L oF Row 232.0 1 PEONY AVE cu 3.54 WWL VERBENA ST 3.5W OF S/C OUTSIDE LIMITS
/ T 20 0.30 EWBL
/ 2 PEONY AVE cu 3.10 WELL 3.5WOFS/C OUTSIDE LIMITS
- — — - _ B n ] - + — . A 1.10 WEBL RECONNECT
231.0 — - — — — 231.0 5 PEONY AVE 20.88 WWL VERBENA ST SERVICE
20 20 0.91 WEL HSE RECONNECT
6 PEONY AVE cu cu 21.03 WWL VERBENA ST 0.9 EOF S/C SERVICE
1.10 WEL HSE RECONNECT
. | A 7 PEONY AVE 37.34 WWL VERBENA ST SERVICE
230.0 EXACT DEPTH OF EXIST 230.0
(TO BE ABANDONED) 10 PEONY AVE 26.06 E 1ST HYD W VERBENA ST SERVICE
1.07 WEL HSE RECONNECT
11 PEONY AVE 53.80 WWL VERBENA ST SERVICE
- — 1 1 1.77 WWL HSE RECONNECT
229.0 i =t 150, CI_WM O+ 1 1 [+t —F — T 1 | 229.0 14 PEONY AVE 4.72 W 1ST HYD W VERBENA ST SERVICE
— — | —|— "o agw — —| —| —
e W __ | | —|—|— | 3.11 WEL HSE RECONNECT
X — = —r—= 300 CONG G5 — — — — — ‘g;‘f" 1150 PVC WM — 15 PEONY AVE 8.53 W 1ST HYD W VERBENA ST SERVICE
K —t 7[\ L T 3|oo‘cor\ic os 1 N \_L T — 0.85 WEL HSE RECONNECT
228.0 \ \ — — — = _7__ Y ) 228.0 19 PEONY AVE 24.69 W 1ST HYD W VERBENA ST SERVICE
: \—INV 228.500 FLANGE 231.625— \ \\ T _‘\‘\_ — : 2.13 WWL HSE RECONNECT
INV 228.601 \_MATCH EXIST 20 PEONY AVE 20.57 W 1ST HYD W VERBENA ST SERVICE
U INV 228.461 INV 228.343 \ INV 228.44+ 0.24 EEL HSE RECONNECT
RIM 230.83 Y [ 23 PEONY AVE 40.69 W 1ST HYD W VERBENA ST SERVICE
2270 :m 2! 22223 2221 INV_228.422 2270 1.92 WWL HSE RECONNECT
24 PEONY AVE 35.97 W 1ST HYD W VERBENA ST SERVICE
0.12 EWL HSE RECONNECT
28 PEONY AVE 40.23 E 1ST HYD E PETUNIA ST SERVICE
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