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NOTE 1,9

NOTE 1,9

NOTE 2

NOTE 2

NOTE 2

NOTE 4

NOTE 5

NOTE 5

NOTE 1,9

NOTE 6,7

NOTE 6,7

AREA A: 58 SILVA CELL 2x UNITS,
ESTIMATED SOIL VOLUME = 30m³
(UNIT TOTALS AND VOLUME ARE
ESTIMATES AND SUBJECT TO SITE
CONDITIONS)

AREA B: 165 SILVA CELL 2x UNITS,

ESTIMATED SOIL VOLUME = 105m³

(UNIT TOTALS AND VOLUME ARE

ESTIMATES AND SUBJECT TO SITE

CONDITIONS)

NOTE 3

DISTRIBUTION LENGTH A: INSTALL
21.5m OF DISTRIBUTION PIPE. THE
FIRST 11.0m DRILL HOLES AT 8
AND 4 O'CLOCK, FOR THE REST
DRILL AT 7 AND 5 O'CLOCK.

DISTRIBUTION LENGTH B1:

INSTALL 24.2m OF DISTRIBUTION

PIPE. THE FIRST 12.0m DRILL

HOLES AT 8 AND 4 O'CLOCK, FOR

THE REST DRILL AT 7 AND 5

O'CLOCK.

DISTRIBUTION LENGTH B2:

INSTALL 17.4m OF DISTRIBUTION

PIPE, DRILL HOLES AT 8 AND 4

O'CLOCK.

DISTRIBUTION LENGTH B3:

INSTALL 15.2m OF DISTRIBUTION

PIPE. THE FIRST 8m DRILL HOLES

AT 8 AND 4 O'CLOCK, FOR THE

REST DRILL AT 7 AND 5 O'CLOCK.
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NOTE 1,9
NOTE 2 NOTE 2

NOTE 4

NOTE 1,9

NOTE 5NOTE 6,8

AREA D: 51 SILVA CELL 3x UNITS,
ESTIMATED SOIL VOLUME = 36m³
(UNIT TOTALS AND VOLUME ARE
ESTIMATES AND SUBJECT TO SITE
CONDITIONS)

AREA C: 74 SILVA CELL 2x UNITS,
ESTIMATED SOIL VOLUME = 51m³
(UNIT TOTALS AND VOLUME ARE
ESTIMATES AND SUBJECT TO SITE
CONDITIONS)

DISTRIBUTION LENGTH C1:
INSTALL 17.6m OF DISTRIBUTION
PIPE. THE FIRST 9m DRILL HOLES
AT 8 AND 4 O'CLOCK, FOR THE
REST DRILL AT 7 AND 5 O'CLOCK.

DISTRIBUTION LENGTH C2:
INSTALL 6.0m OF DISTRIBUTION
PIPE, DRILL HOLES AT 8 AND 4
O'CLOCK.

DISTRIBUTION LENGTH D: INSTALL
16.0m OF DISTRIBUTION PIPE,
DRILL HOLES AT 7 AND 5 O'CLOCK.

NOTE 11 TYP

NOTE 11 TYP

NOTE 3
NOTE 3

NOTE 10 NOTE 10
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LOCATION APPROVED
UNDERGROUND STRUCTURES

SUPV. U/G STRUCTURES                        DATE
COMMITTEE

NOTE:
LOCATION OF UNDERGROUND STRUCTURES AS
SHOWN ARE BASED ON THE BEST INFORMATION
AVAILABLE. BUT NO GUARANTEE IS GIVEN
THAT ALL EXISTING UTILITIES ARE SHOWN OR
THAT THE GIVEN LOCATIONS ARE EXACT.
CONFIRMATION OF EXISTENCE AND EXACT
LOCATION OF ALL SERVICES MUST BE
OBTAINED FROM THE INDIVIDUAL UTILITIES
BEFORE PROCEEDING WITH CONSTRUCTION.
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DISTRIBUTION PIPE

SUB DRAIN

SOIL CELLS

CLEANOUT

CONSTRUCTION NOTES

1. INSTALL 150mm SOLID TRANSFER PIPE CONNECTED TO 150mm DISTRIBUTION
PIPE 0.5m INSIDE OF STRUCTURAL SOIL CELL.

2. INSTALL STRUCTURAL SOIL CELL AS PER MANUFACTURER'S INSTRUCTIONS.
3. INSTALL 150mm SUBDRAIN IN STRUCTURAL SOIL CELL.
4. IMPERVIOUS LINER TO BE INSTALLED AS REQUIRED WHEN EXISTING

CONCRETE FOUNDATIONS ARE WITHIN 1.0m FROM EDGE OF EXCAVATION.
5. INSTALL CLEANOUTS AT ENDS OF PIPE. TERMINATE CLEANOUT PIPE AT

SURFACE IN PRECAST VAULT.
6. CONNECT SUBDRAIN TO ROADWAY CATCHBASIN.
7. INSTALL NEW CATCH BASIN (SD-024, 1800mm DEEP) AS PER DRAWING CT-09.
8. INSTALL NEW CATCH BASIN (SD-025, 1800mm DEEP) AS PER DRAWING CT-10.
9. INSTALL STRUCTURAL SOIL CELL CATCH BASIN (SD-024, 1200mm DEEP).
10.INSTALL INSULATION UNDER STRUCTURAL SOIL CELLS WHERE THE WATER

MAIN IS UNDER OR IMMEDIATELY ADJACENT TO THE CELLS AS DIRECTED BY
THE CONTRACT ADMINISTRATOR AND IN ACCORDANCE WITH THE DETAILS ON
DRAWING CT-13

11.PLANT TREE (BY OTHERS)
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