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MECHANICAL CONSTRUCTION NOTES:

NEW ROOF TOP UNIT RTU-2, INSTALLED ON NEW ROOF CURB. UNIT
CAN NOT BE SUPPORTED ON DUCT CONNECTION.

NEW CONDENSING UNIT CU-2, INSTALLED ON ROOF CURB. PROVIDE
AND INSTALL HOT GAS BYPASS CONNECTION TO THE LEAD
COMPRESSOR. PROVIDE AND INSTALL REFRIGERANT SPECIALTIES
SUCH AS SOLENOID VALVE, TX VALVES ETC.

PROVIDE AND INSTALL 1 1/2" CONDENSATE DRAIN PIPE FROM NEW
RTU-2, RUN DOWN WITHIN ROOF CURB, DISCHARGE AT NEAREST
DRAIN IN THE GARAGE. HEAT TRACE PIPE MINIMUM 10'-0" FROM
RTU-2. REFER TO MAIN FLOOR RENOVATION PLAN FOR MORE
INFORMATION.

NEW 1" NATURAL GAS LINE FROM GAS METER TO THE NEW RTU-2,
CONTRACTOR TO CONFIRM GAS PRESSURE ON SITE.

CONNECT THE EXISTING 24"x24" SUPPLY AIR DUCT TO THE RTU-2
SUPPLY AIR OPENING.

CONNECT THE EXISTIN 24"x24" RETURN AIR DUCT TO THE RTU-2
RETURN AIR OPENING.

NEW WALL MOUNTED ELECTRIC STEAM HUMIDIFIER INSTALLED ON
THE WALL.

NEW DDC THERMOSTAT C/W GUARD, 5'-0" ABOVE FLOOR.

NEW HUMIDISTAT C/W GUARD GUARD , 5'-0" ABOVE FLOOR.

NEW 1/2" HU-2 MAKEUP WATER LINE FROM EXISTING BUILDING DCW
LINE TO THE HU-2.

NEW 2" HU-2 DRAIN LINE FROM HU-2 TO EXISTING DRAIN.

NEW HU-2 STEAM LINE C/W INSULATION.

NEW 1 1/2" CONDENSATE DRAIN LINE FROM RTU-2 TO EXISTING
DRAIN.

NEW GAS PRESSURE REGULATOR.
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SCALE: 1/8" = 1'-0"
PARTIAL MAIN FLOOR PLAN - MECHANICAL RENOVATION

GENERAL NOTES:

THESE DRAWINGS SHALL NOT BE SCALED.

THE CONTRACTOR SHALL VISIT THE SITE AND
SATISFY ONESELF ALL DIMENSIONS, DATUM, AND
DETAILED INFORMATION SHOWN ARE CORRECT.

THE CONTRACTOR IS TO REVIEW AND COORDINATE
ALL ARCHITECTURAL,  MECHANICAL, ELECTRICAL
AND STRUCTURAL DRAWINGS FOR  ADDITIONAL
OPENINGS THROUGH FLOORS, WALLS, AND
CEILINGS FOR DUCT, PIPE & ELECTRICAL RISERS
AND ALL OPENINGS NOT SHOWN ON DRAWINGS.

ALL OPENINGS THROUGH FIRE ASSEMBLIES ARE TO
BE FIRE STOPPED AND SEALED WITH ULC
APPROVED FIRE STOPPING TO MAINTAIN THE
INTEGRITY OF THE FIRE SEPARATION, AND PROVIDE
A SMOKE-TIGHT BARRIER.

ALL PRODUCTS AND MATERIALS TO BE USED AND
INSTALLED SHALL CONFORM WITH
MANUFACTURER'S SPECIFICATIONS & APPLICABLE
CODES.

THE CONTRACTOR SHALL BE  RESPONSIBLE TO
PATCH AND MAKE GOOD ALL EXISTING
CONSTRUCTION AFFECTED BY THE REMOVAL OF
ALL ITEMS FORMING THE PART OF THE RENOVATION
WORK.
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